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190 <Null> N L UNK 5/8" 1/1/1926 P 5/8" 1/1/1926
SF

UNK P UNK 1/1/1926
2008-REPLACED LEAD WIPE WITH NEW CURB 

VALVE.
SL repair/replace record Y 2008 Mech excav Field inspection only Y 1/1/2011 Mech excav

8374 <Null> N L UNK 5/8" 1/1/1926 UNK-LG 5/8" 1/1/1926
SF

UNK UNK-LG UNK 1/1/1926
Y SERVICE FOR 1106 & 1108 S. CENTRAL. 2009-

RENOVED LEAD WIPE @ MAIN.
SL repair/replace record Y 2009 Mech excav Field inspection only Y 1/1/2009 Mech excav

51447 <Null> N L UNK SF UNK UNK 2018 Installation Record Y 2018 Mech excav Field inspection only Y 6/29/2017 Cross Connection Survey Internal Notes

5790 100 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 11/4/2016 Cross Connection Survey 

11459 1000 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/25/2017 Cross Connection Survey 

7431 1000 S VINE AVE N L UNK 5/8" 1/1/1926 P 5/8" 1/1/1926
SF

UNK P UNK 1/1/1926
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 6' 

DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 1/1/2010 Mech excav

2839 1003 S MAPLE AVE Y UNK-LG
UNK

UNK UNK G UNK UNK SF UNK G UNK UNK

INSTALLED NEW CURB VALVE/BOX, CONNECTED TO 

3/4" IRON-2015
Installation record N

UNK
UNK Previous eval Y 1/1/2015 Cross connection survey

7262 1004 S CHERRY AVE N C
UNK

3/4" 7/28/1986 G 3/4" 7/28/1986 SF UNK G UNK 7/28/1986

REPLACED IRON ON OUR SIDE. IRON INSIDE. NEW 

BOX. DEPTH @ MAIN 6' ED.
SL repair/replace record Y

7/28/1986

Visual insp during install or 

repair
Previous eval Y 7/28/1986 Mech excav

4818 1005 S MAPLE AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 6/19/2017 Cross connection survey

11286 1006 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/8/2017 Cross Connection Survey 

7412 1007 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/5/2017 Cross Connection Survey 

10252 1008 S ADAMS AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 2/11/2013 Cross Connection Survey 

2178 1008 S CEDAR AVE N CI-U

UNK

6" UNK G 2" UNK NONRES UNK G UNK UNK

10/31/22: Dug @ the wm , found a 6"x6" tee. Dug 

behind the curb and found a 6" service valve 2' West 

of the Curb.  Cast iron both sides of the service 

valve. Verified 2" galvanized inside.

SL repair/replace record N

UNK

UNK Previous eval Y 10/31/2022 Visual insp at meter

8678 1008 W 8TH ST N L UNK 1" 1/1/1959 C 1" 1/1/1959 SF UNK C UNK 1/1/1959 <Null> Installation Record Y 2007 Mech excav Field inspection only Y 10/21/2014 Cross Connection Survey Internal Notes

7416 1009 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/6/2017 Cross Connection Survey 

7554 1009 S VINE AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 2/1/2017 Cross Connection Survey 

11770 1009 W 5TH ST N C UNK 1" 1/1/2007 L 1" 1/1/2007 SF UNK L UNK 1/1/2007 HAAS  1" LEAD INSIDE SL repair/replace record Y 1/1/2007 Visual insp during install or Previous eval Y 1/1/2007 Mech excav

51591 1011 S Central Ave UNK UNK-LG UNK 1 1/4" 1/1/1926 P 1 1/4" 1/1/1926 SF UNK P P THEIR SIDE Installation Record N Field Inspection Only Y 1/1/2011 Mech excav

7419 1011 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

7425 1012 S VINE AVE N L UNK UNK 1/1/1947 C UNK 1/1/1947
SF

UNK C UNK 1/1/1947
2013-REPLACED SERVICE ON PROP. SIDE. INSTALLED 

NEW CURB VALVE/BOX
SL repair/replace record Y 2013 Mech excav Field inspection only Y 1/1/2020 Mech excav

11764 1013 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/12/2017 Cross Connection Survey 

8393 1014 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926 SF UNK C UNK 1/1/1926 2009-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 1/1/2009 Mech excav

17652 102 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/21/2016 Cross Connection Survey 

19854 103 N PINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C DUPLEX WITH 413 W DEPOT Installation Record N Field Inspection Only Y 6/21/2016 Cross Connection Survey 

4474 104 E CLEVELAND ST UNK UNK-LG UNK UNK 1/1/1940 C UNK 1/1/1940 NONRES UNK C C <Null> Installation Record N Field Inspection Only Y 6/29/2017 Cross Connection Survey 

3556 104 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/2/2016 Cross Connection Survey 

7135 104 W BLODGETT ST UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/3/2014 Cross Connection Survey 

5755 105 W 3RD ST UNK C
UNK

1" 1/1/2013 L 1" 1/1/2013 NONRES UNK L UNK 1/1/2013 ATTACHED TO EXISTING 5/8" LEAD 2'N OF VALVE
SL repair/replace record Y

1/1/2013

Visual insp during install or 

repair
Previous eval Y 1/1/2013 Mech excav

18525 106 N OAK AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/23/2016 Cross Connection Survey 

11356 106 W 11TH ST UNK UNK-LG UNK UNK 1/1/1945 C UNK 1/1/1945 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/26/2015 Cross Connection Survey 

115 107 W 3RD ST UNK C Y 1" 1/1/2013 L 1" 1/1/2013 NONRES UNK L UNK 1/1/2013 CONNECTED TO 5/8 LEAD 2.5'N OF VALVE SL repair/replace record Y 1/1/2013 Visual insp during install or Previous eval Y 1/1/2013 Mech excav

1257 108 E BLODGETT ST UNK UNK-LG UNK UNK 1/1/1941 C UNK 1/1/1941 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 11/15/2016 Cross Connection Survey 

16834 108 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/12/2016 Cross Connection Survey 

13508 108 N Oak Ave UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK Installation Record N Field Inspection Only Y 7/21/2017 Cross Connection Survey 

1391 108 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/8/2016 Cross Connection Survey 

65 109 E 9TH ST Y UNK-LG
UNK

UNK UNK L UNK UNK NONRES UNK L UNK UNK

LOCKING VALVE.   Lead on property side per 

customer.
Installation record N

UNK
UNK Previous eval Y 7/19/2023 Customer self id

3270 109 E ARNOLD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C  Installation Record N Field Inspection Only Y 11/3/2016 Cross Connection Survey 

1685 109 N HINMAN AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 1/17/2017 Cross Connection Survey 

3507 109 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/2/2016 Cross Connection Survey 

12909 109 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/11/2015 Cross Connection Survey 

604 109 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/10/2016 Cross Connection Survey 

2897 109 W GRANT ST UNK UNK-LG
UNK

UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C

REMOVED LEAD WIPE @ CURB STOP, INSTALLED 

NEW 3/4" CURB STOP/BOX-2014
Installation Record N Field Inspection Only Y 9/6/2016 Cross Connection Survey 

13511 110 N OAK AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/25/2016 Cross Connection Survey 

1388 110 N VINE AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
O

UNK C UNK 1/1/1926
5/8 LEAD TO CURBSTOP-3/4 COPPER TO HOUSE 

2002
SL repair/replace record Y 2002 Mech excav Field inspection only Y 1/1/2005 Mech excav

8176 110 W 14TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK CB/LV UNKNOWN Installation record N UNK UNK Previous eval Y 7/10/2024 Visual insp at meter

10159 1100 S CHESTNUT AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 1/21/2022 Cross connection survey

5502 1101 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/31/2017 Cross Connection Survey 

10181 1101 W 5TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK CB/LV UNKNOWN Installation record N UNK UNK Previous eval Y 12/17/2014 Cross connection survey

12468 1102 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926 SF UNK C UNK 1/1/1926 <Null> Installation Record Y 2009 Mech excav Field inspection only Y 10/21/2015 Cross Connection Survey Internal Notes

2079 1102 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/16/2014 Cross Connection Survey 

13159 1104 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/23/2017 Cross Connection Survey 

10175 1104 S CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/9/2010 Cross Connection Survey 

2076 1104 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/15/2017 Cross Connection Survey 

4221 1105 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

8371 1106 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926 SF UNK C UNK 1/1/1926 2009-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 10/20/2015 Cross Connection Survey

11130 1106 S CHERRY AVE N L UNK 5/8" 1/1/1936 C 5/8" 1/1/1936 SF UNK C UNK 1/1/1936 2009-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 9/10/2016 Cross Connection Survey

5764 1106 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/10/2017 Cross Connection Survey 

7422 1107 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/21/2017 Cross Connection Survey 

2032 1107 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/9/2014 Cross Connection Survey 

13293 1108 S CENTRAL AVENUE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
2 5/8" LINES.  NEW 1-1/4 VALVE IS 1'E OF 2ND 

VALVE
SL repair/replace record Y 2008 Mech excav Field inspection only Y 2/9/2011 Cross Connection Survey

11209 1108 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/5/2017 Cross Connection Survey 

2035 1109 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/9/2017 Cross Connection Survey 

1404 111 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/10/2016 Cross Connection Survey 

8389 111 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/29/2012 Cross Connection Survey 

8346 111 W 12TH ST UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C NO CURB BOX. Installation Record N Field Inspection Only Y 3/19/2014 Cross Connection Survey 

5675 111 W DOEGE ST N L UNK UNK 1/1/1942 C UNK 1/1/1942

O

UNK C UNK 1/1/1942

Removeed lead wipe, street side of CV, installed 

new 1" CV. Fittings Street side to CV : 5/8" Lead - 

3/4" Copper, 3/4" Copper - 1" Copper, 1" CV, 

Connect to private side 2/23/98).  1" copper on 

property side

SL repair/replace record Y 1998 Mech excav Field inspection only Y 8/11/2016 Cross Connection Survey

511 111 W FRANKLIN ST UNK UNK-LG
UNK

UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C

REPLACED 10' OF LEAD FROM THE MAIN TOWARD 

THE CURB BOX
Installation Record N Field Inspection Only Y 9/8/2016 Cross Connection Survey 

499 111 W GRANT ST UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/24/2016 Cross Connection Survey 

2073 1110 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/4/2017 Cross Connection Survey 

23607 1111 N PEACH AVE UNK UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 4/15/2014 Cross connection survey

2038 1111 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1945 C UNK 1/1/1945 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/17/2017 Cross Connection Survey 

8365 1112 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
2009- INSTALLED NEW CORP (5/8") & INSULATED.  

1" HDPE on property side
SL repair/replace record Y 2009 Mech excav Field inspection only Y 3/4/2010 Cross Connection Survey

2070 1112 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LOCKING VALVE Installation Record N Field Inspection Only Y 5/9/2017 Cross Connection Survey 

10290 1113 S CEDAR AVE Y C

UNK

1" 10/20/2022 L 1" 10/20/2022 SF UNK L UNK 10/20/2022

2022: New 1" copper from main to curb valve. New 

1" curb valve and box. Used existing corp and 

connected to lead on owners side.

SL repair/replace record Y

10/20/2022

Visual insp during install or 

repair
Previous eval Y 6/19/2017 Cross connection survey

10060 1113 S CENTRAL AVE N L UNK 5/8" 1/1/1950 C 5/8" 1/1/1950
SF

UNK C UNK 1/1/1950
4'X8' INSULATION, VALVE IN TERRACE.   3/4" copper 

on property side
SL repair/replace record Y 2009 Mech excav Field inspection only Y 10/30/2015 Cross Connection Survey

1791 1115 E DOEGE ST N C UNK UNK 1/1/1950 G UNK UNK SF UNK G UNK UNK galvanized on customer side per customer Installation Record N Previous eval Y 8/28/2006 Cross connection survey
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6282 112 E 8TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C OFF MAPLE Installation Record N Field Inspection Only Y 6/13/2017 Cross Connection Survey 

5793 112 E BLODGETT ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

5-98: 3/4" COPPER NEW FROM CURB BOX TO 

HOUSE.
Installation Record N Field Inspection Only Y 11/4/2016 Cross Connection Survey 

3457 112 E GRANT ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 1/3/2017 Cross Connection Survey 

1385 112 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/12/2016 Cross Connection Survey 

8380 112 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/9/2015 Cross Connection Survey 

8362 112 W 12TH ST UNK UNK-LG UNK UNK 1/1/1945 C UNK 1/1/1945 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/6/2015 Cross Connection Survey 

6205 113 E 11TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/12/2017 Cross Connection Survey 

1248 113 E ARNOLD ST N L UNK 3/4" 1/1/1926 C 3/4" 1/1/1926
SF

UNK C UNK 1/1/1926
3/4" Copper inside, Lead outside, removed wipe 

2/23/95
SL repair/replace record Y 1995 Mech excav Field inspection only Y 11/15/2016 Cross Connection Survey

6035 113 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 7/11/2017 Cross Connection Survey 

8408 113 W 9TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C CB VEREFIED 3-97.  3/4" copper on property side
Installation Record N Field Inspection Only Y 10/21/2013 Cross Connection Survey 

607 113 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/10/2016 Cross Connection Survey 

502 113 W GRANT ST UNK UNK-LG UNK UNK 1/1/1934 C UNK 1/1/1934 SF UNK C C 1996-REMOVED LEAD WIPE @ MAIN Installation Record N Field Inspection Only Y 9/14/2016 Cross Connection Survey 

18730 115 W ARNOLD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 3-26-97 Installation Record N Field Inspection Only Y 5/6/2015 Cross Connection Survey 

6016 115 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 7/29/2016 Cross Connection Survey 

514 115 W FRANKLIN ST N L UNK 3/4" 1/1/1943 C 3/4" 1/1/1943 O UNK C UNK 1/1/1943 2006-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2006 Mech excav Field inspection only Y 5/18/2020 Cross Connection Survey

8386 116 W 11TH ST UNK UNK-LG UNK UNK 1/1/1942 C UNK 1/1/1942 SF UNK C C COMES OFF OF 11TH Installation Record N Field Inspection Only Y 10/2/2014 Cross Connection Survey 

12107 116 W 14TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C COMES OFF OF 14TH Installation Record N Field Inspection Only Y 7/5/2016 Cross Connection Survey 

1407 117 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C SERVICE COMES OFF OF ARNOLD Installation Record N Field Inspection Only Y 11/28/2016 Cross Connection Survey 

2067 1202 S MAPLE AVE N UNK-LG
UNK

UNK UNK G UNK UNK SF UNK G UNK UNK

2013- NEW 3/4" TAP AND REMOVED LEAD WIPE AT 

MAIN
Installation record N

UNK
UNK Previous eval Y 6/8/2017 Cross connection survey

13019 1204 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
O

UNK C UNK 1/1/1926
Y SERVICE FOR 1106 & 1108 S. CENTRAL. 2009-

RENOVED LEAD WIPE @ MAIN.
SL repair/replace record Y 2009 Mech excav Field inspection only Y 10/16/2014 Cross Connection Survey

3096 1204 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/11/2013 Cross Connection Survey 

10371 1206 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
2005-REMOVED LEAD WIPE @ CURB VALVE. 1985-

REMOVED GOOSENECK.
SL repair/replace record Y 2005 Mech excav Field inspection only Y 10/14/2015 Cross Connection Survey

11922 1208 S CENTRAL AVE N L UNK 5/8" 1/1/1926 UNK-LG 5/8" 1/1/1926
SF

UNK UNK-LG UNK 1/1/1926
2011-INSTALLED 1" PLASTIC AFTER CURB STOP. 

2003- NEW CURB VALVE INSTALLED.
SL repair/replace record Y 2011 Mech excav Field inspection only Y 6/3/2015 Cross Connection Survey

10007 1208 S CHESTNUT AVE UNK UNK-LG

UNK

UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C

1999: MEYERS REMOVED LEAD WIPE @ THE CURB 

STOP, NEW COPPER TO HOUSE FROM BOX

Installation Record N Field Inspection Only Y 9/29/2015 Cross Connection Survey 

4357 1208 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/12/2017 Cross Connection Survey 

8428 1209 S CENTRAL AVE N L UNK 1-1/4" 1/1/1926 C 1-1/4" 1/1/1926 O UNK C UNK 1/1/1926 2005-REMOVED LEAD WIPE AT WATERMAIN SL repair/replace record Y 2005 Mech excav Field inspection only Y 10/16/2014 Cross Connection Survey

10786 1211 S CHESTNUT AVE N UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK IRON Installation record N UNK UNK Previous eval Y 10/16/2015 Cross connection survey

10870 1212 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
2005-REMOVED LEAD WIPE.INSTALLED NEW CURB 

VALVE & BOX
SL repair/replace record Y 2005 Mech excav Field inspection only Y 10/16/2014 Cross Connection Survey

8432 1213 S CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 10/16/2014 Cross Connection Survey 

8355 1213 S CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 2/10/2016 Cross Connection Survey 

17050 1214 W ADLER RD UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/6/2014 Cross Connection Survey 

8294 1302 S CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 1" copper on property side Installation Record N Field Inspection Only Y 5/30/2017 Cross Connection Survey 

8288 1306 S CHESTNUT AVE Y UNK-LG
UNK

UNK UNK G UNK UNK SF UNK G UNK UNK

02/14/95 - REMOVED LEAD WIPE OUR SIDE PUT IN 

NEW CURB STOP, IRON ON INSIDE
Installation record N

UNK
UNK Previous eval Y 3/24/2010 Cross connection survey

13000 132 W 9TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

REMOVED LEAD WIPES, INSTALLED CURB STOP - 

1/2" LEAD TO HOUSE
Installation Record N Field Inspection Only Y 3/18/2009 Cross Connection Survey 

8403 134 W 9TH ST UNK UNK-LG UNK UNK 1/1/1928 P UNK 1/1/1928 SF UNK P P REMOVED WIPE 12/1/93 Installation Record N Field Inspection Only Y 11/15/2018 Cross Connection Survey 

8405 137 W 9TH ST N L UNK 1" 1/1/1928 C 1" 1/1/1928 SF UNK C UNK 1/1/1928 2007-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2007 Mech excav Field inspection only Y 10/15/2014 Cross Connection Survey

144 140 S CENTRAL AVE UNK C UNK 1" 1/1/2001 L 1" 1/1/2001 NONRES UNK L UNK 1/1/2001 MEWD SL repair/replace record Y 1/1/2001 Visual insp during install or Previous eval Y 10/11/2013 Cross connection survey

19106 1402 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 3/1/2017 Cross Connection Survey 

2397 1404 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/21/2017 Cross Connection Survey 

2385 1405 S PROSPECT AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 7/26/2017 Cross connection survey

14719 1406 E 4TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/26/2013 Cross Connection Survey 

2715 1406 S CENTRAL AVE N L UNK 5/8" 1/1/1963 C 5/8" 1/1/1963
SF

UNK C UNK 1/1/1963
LEAD ON BOTH SIDES OF NEW CURB BOX, FROM 

HOUSE TO CURB-2016 MEYERS
SL repair/replace record Y 2016 Mech excav Field inspection only Y 7/24/2014 Cross Connection Survey

16008 1407 W ADLER RD UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/28/2014 Cross Connection Survey 

2284 1408 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1932 C UNK 1/1/1932 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/26/2017 Cross Connection Survey 

3727 1408 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/6/2017 Cross Connection Survey 

3299 1409 S MAPLE AVE UNK UNK-LG
UNK

UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C

REMOVED WIPES AT MAIN & BOX 1989 COPPER 

INSIDE
Installation Record N Field Inspection Only Y 4/24/2017 Cross Connection Survey 

2382 1409 S PROSPECT AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/10/2017 Cross Connection Survey 

2733 141 S CENTRAL AVE UNK C
UNK

3/4" 1/1/2001 L 3/4" 1/1/2001 NONRES UNK L UNK 1/1/2001

2009-REPAIRED AND REPLACED 4-1/2' OF 3/4" 

COPPER INCLUDING CURB VALVE.
SL repair/replace record Y

1/1/2001

Visual insp during install or 

repair
Previous eval Y 9/17/2013 Visual insp at meter

4622 1410 S MAPLE AVE UNK UNK-LG
UNK

UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C

REMOVED WIPES AT MAIN & BOX 1989 COPPER 

INSIDE
Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

2197 1411 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1924 C UNK 1/1/1924 SF UNK C C REMOVE WIPES 1989 COPPER INSIDE Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

4826 1412 S Cedar Ave UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 MIX UNK C C DUPLEX WITH 1412A Installation Record N Field Inspection Only Y 6/23/2017 Cross Connection Survey 

2400 1412 S CHERRY AVE UNK UNK-LG

UNK

UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C

INSTALLED CURB VALVE/BOX, REMOVED LEAD 

WIPE, 1/2" COPPER THRU GALV. PROP SIDE-2014

Installation Record N Field Inspection Only Y 4/17/2017 Cross Connection Survey 

5739 1412 S PROSPECT AVE N L UNK 5/8" 1/1/1925 C 5/8" 1/1/1925
SF

UNK C UNK 1/1/1925
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 

4'7" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 5/8/2017 Mech excav

5823 1413 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C COPPER INSIDE Installation Record N Field Inspection Only Y 10/13/2014 Cross Connection Survey 

2978 1413 S PROSPECT AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/23/2017 Cross Connection Survey 

2411 1415 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/30/2017 Cross Connection Survey 

17318 1419 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C REMOVED LEAD WIPE @ MAIN 6/97 Installation Record N Field Inspection Only Y 3/3/2017 Cross Connection Survey 

2752 148 S CENTRAL AVE UNK C UNK 3/4" 1/1/2001 L 3/4" 1/1/2001 NONRES UNK L UNK 1/1/2001 MEWD SL repair/replace record Y 1/1/2001 Visual insp during install or Previous eval Y 12/2/2021 Cross connection survey

2200 1501 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C REMOVED WIPES AT MAIN & BOX 1989 Installation Record N Field Inspection Only Y 10/6/2014 Cross Connection Survey 

2408 1505 S CHERRY AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

MEYERS 09/13/97 - REMOVED LEAD WIPE @ CURB 

VALVE, INSTALLED NEW CURB VAVEL
Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 

2203 1505 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C REMOVED WIPE AT CURB STOP 1989 Installation Record N Field Inspection Only Y 5/2/2017 Cross Connection Survey 

2290 1506 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/17/2017 Cross Connection Survey 

6538 1507 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C BOX COPPER INSIDE 1989 Installation Record N Field Inspection Only Y 5/12/2017 Cross Connection Survey 

2293 1508 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1940 C UNK 1/1/1940 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/28/2017 Cross Connection Survey 

23004 1511 W ADLER RD UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2013-EXISTING CURB-BOX FOUND. Installation Record N Field Inspection Only Y 1/9/2014 Cross Connection Survey 

14725 1514 E 4TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/11/2017 Cross Connection Survey 

3805 1515 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 5/19/2017 Cross Connection Survey 

3862 1602 S CEDAR AVE UNK UNK-LG UNK  1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/26/2017 Cross Connection Survey 

2858 1603 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 1989 - REMOVED WIPE @ CORP & CS Installation Record N Field Inspection Only Y 4/26/2017 Cross Connection Survey 

3640 1604 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/20/2017 Cross Connection Survey 

17272 1606 E 4th St UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/18/2017 Cross Connection Survey 

14732 1607 E 4TH ST UNK UNK-LG
UNK

UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C

2006-INSTALLED NEW CURB VALVE W/BOX NORTH 

OF SIDEWALK
Installation Record N Field Inspection Only Y 4/27/2017 Cross Connection Survey 

2302 1610 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1938 C UNK 1/1/1938 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/24/2017 Cross Connection Survey 

2305 1612 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 4/21/2017 Cross Connection Survey 

2308 1614 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/3/2017 Cross Connection Survey 

6988 1617 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 1989 - REMOVED WIPE @ CORP & CS Installation Record N Field Inspection Only Y 4/17/2017 Cross Connection Survey 

2046 1701 S CENTRAL AVE UNK C
UNK

1-1/2" 1/1/2009 L 1-1/2" 1/1/2009 NONRES UNK L UNK 1/1/2009

ATTACHED TO EXISTING 1-1/2" COPPER. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 5/4/2017 Cross connection survey

6058 1701 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1924 C UNK 1/1/1924 SF UNK C C REMOVED WIPES AT MAIN & BOX 1989 Installation Record N Field Inspection Only Y 5/11/2017 Cross Connection Survey 
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2225 1705 S MAPLE AVE UNK UNK-LG
UNK

UNK 1/1/1933 C UNK 1/1/1933 SF UNK C C

Y CONNECTED WITH 1707.  3/4" COPPER LOCKING 

VALVE
Installation Record N Field Inspection Only Y 4/24/2017 Cross Connection Survey 

6209 1707 S Maple Ave UNK UNK-LG UNK UNK 1/1/1933 UNK-LG UNK 1/1/1933 SF UNK UNK UNK Installation Record N Field Inspection Only Y 8/19/2017 Cross Connection Survey 

2824 1708 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C REMOVED LEAD WIPES & LEAD 1989 Installation Record N Field Inspection Only Y 4/29/2013 Cross Connection Survey 

2855 1712 S MAPLE AVE N L UNK UNK 1/1/1946 C UNK 1/1/1946

SF

UNK C UNK 1/1/1946

2009-REMOVED LEAD WIPE @ MAIN.  INSTALLED 

CURB STOP W/ BOX AND 5' COPPER UNDER STORM 

SEWER.

SL repair/replace record Y 2009 Mech excav Field inspection only Y 5/22/2017 Cross Connection Survey

17170 1713 E 4TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C 3/4" Copper & Locking valve Installation Record N Field Inspection Only Y 3/19/2015 Cross Connection Survey 

14743 1803 E 4TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 6/21/2017 Cross Connection Survey 

2992 1804 S MAPLE AVE N UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK 1989 - REMOVED WIPE @ CORP & CS Installation record N UNK UNK Previous eval Y 5/5/2017 Cross connection survey

3168 1805 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C INSULATED MAIN 1989 Installation Record N Field Inspection Only Y 12/11/2014 Cross Connection Survey 

6215 1902 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C FLAIR COPPER, INSULATED 1989 Installation Record N Field Inspection Only Y 5/2/2017 Cross Connection Survey 

14757 1903 E 4TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/30/2017 Cross Connection Survey 

14763 1914 E 4TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C CB VERIFIED 4-97 Installation Record N Field Inspection Only Y 11/22/2013 Cross Connection Survey 

2029 200 E 10th St UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

NEW CURB VALVE INSTALLED BY MEYERS. 

REMOVED LEAD WIPES BOTH SIDES OF VALVE.
Installation Record N Field Inspection Only Y 5/19/2017 Cross Connection Survey 

1985 200 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C 3/4" copper on customer side Installation Record N Field Inspection Only Y 7/5/2013 Cross Connection Survey 

3811 200 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/22/2017 Cross Connection Survey 

1309 200 N CEDAR AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2015- VERIFIED SERVICE COME OFF OF ARNOLD Installation Record N Field Inspection Only Y 11/8/2016 Cross Connection Survey 

4607 200 N VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 4-6-90 INSULATED Installation Record N Field Inspection Only Y 5/22/2017 Cross Connection Survey 

7331 200 S CHERRY AVE UNK C UNK 1" 1/1/2010 L 1" 1/1/2010 SF UNK L UNK 1/1/2010 CONNECTED TO LEAD 15' PAST CURB VALVE. SL repair/replace record Y 1/1/2010 Visual insp during install or Previous eval Y 8/13/2013 Cross connection survey

9471 200 S WISCONSIN AVE Y UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK 2009-CB VERIFIED Installation record N UNK UNK Previous eval Y 10/14/2014 Cross connection survey

5022 201 E 6TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

REMOVED LEAD WIPE, INSTALLED NEW CURB 

VALVE 2014
Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

1285 201 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/17/2016 Cross Connection Survey 

13182 201 W 11TH ST UNK UNK-LG UNK UNK 1/1/1936 C UNK 1/1/1936 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/23/2015 Cross Connection Survey 

8285 201 W 14TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C SERVICE COMES OFF OF CHESTNUT Installation Record N Field Inspection Only Y 10/20/2015 Cross Connection Survey 

13771 201 W BLODGETT ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1" copper on property side Installation Record N Field Inspection Only Y 11/26/2014 Cross Connection Survey 

17650 201 W Depot St UNK UNK-LG UNK UNK 1/1/1929 UNK-LG UNK 1/1/1929 SF UNK UNK UNK Installation Record N Field Inspection Only Y 6/21/2016 Cross Connection Survey 

4201 202 E 10TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 6/12/97 Installation Record N Field Inspection Only Y 8/11/2017 Cross Connection Survey 

18349 202 N WALNUT AVE N L UNK UNK 1/1/1939 P UNK 1/1/1939 SF UNK P UNK 1/1/1939 Installation Record Y 2020 Mech excav Field inspection only Y 11/18/2016 Cross Connection Survey Internal Notes

6141 203 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C DUPLEX WITH 203A Installation Record N Field Inspection Only Y 5/19/2017 Cross Connection Survey 

12003 203 W 14TH ST UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/28/2015 Cross Connection Survey 

6353 203 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1942 C UNK 1/1/1942 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/15/2014 Cross Connection Survey 

3257 204 E 14TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

6132 204 E BLODGETT ST #A UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/19/2016 Cross Connection Survey 

1670 204 N HINMAN AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

Property side service material verified via photos 

from customer (email) 4/11/2021
Installation Record N Field Inspection Only Y 8/11/2014 Cross Connection Survey 

1251 204 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/29/2016 Cross Connection Survey 

1475 204 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/10/2016 Cross Connection Survey 

3402 204 N VINE AVE N UNK-LG

UNK

UNK UNK G UNK UNK SF UNK G UNK UNK

1985 - LEAD WIPE REMOVED. 1990 - 6' DEEP @ 

MAIN RETAPPED & INSULATED-CORP 12'S & 41'E OF 

SE COR. OF 206 IS 1'N FOR 205 IS 2'S

Installation record N

UNK

UNK Previous eval Y 12/7/2016 Cross connection survey

529 204 W EDISON ST UNK UNK-LG UNK UNK 1/1/1944 C UNK 1/1/1944 SF UNK C C CORNER HOUSE Installation Record N Field Inspection Only Y 8/18/2016 Cross Connection Survey 

2917 205 E 5TH ST UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK Stainless steal property side Installation Record N Field Inspection Only Y 6/29/2017 Cross Connection Survey 

6535 205 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/12/2017 Cross Connection Survey 

13777 205 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/24/2016 Cross Connection Survey 

1694 205 N HINMAN AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C NEW CURB STOP & BOX 9/94 Installation Record N Field Inspection Only Y 1/6/2017 Cross Connection Survey 

6288 205 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/17/2017 Cross Connection Survey 

9575 205 S STATE AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

REMOVED LEAD WIPES @ MAIN & 12' OF LEAD PIPE-

2014
Installation Record N Field Inspection Only Y 4/25/2016 Cross Connection Survey 

12059 205 W 14TH ST UNK UNK-LG UNK 3/4" 1/1/1929 C 3/4" 1/1/1929 SF UNK C C REIGEL PLUMBING Installation Record N Field Inspection Only Y 9/18/2015 Cross Connection Survey 

2026 206 E 10TH ST UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C CB LOCATION VERIFIED 6/12/97 Installation Record N Field Inspection Only Y 8/22/2014 Cross Connection Survey 

5949 206 E 14TH ST UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 8/16/2017 Cross Connection Survey 

6044 206 E 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/12/2017 Cross Connection Survey 

4628 206 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CURB BOX LOCATION VERIFIED 2/21/97 Installation Record N Field Inspection Only Y 8/2/2017 Cross Connection Survey 

22300 206 E DEPOT ST UNK UNK-LG
UNK

UNK 1/1/1920 C UNK 1/1/1920 SF UNK C C CB/LV UNKNOWN.    1" copper on property side
Installation Record N Field Inspection Only Y 3/12/2018 Cross Connection Survey 

1352 206 N CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/16/2016 Cross Connection Survey 

5714 206 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER W/ LOCKING VALVE Installation Record N Field Inspection Only Y 11/23/2016 Cross Connection Survey 

5596 206 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1919 C UNK 1/1/1919 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/22/2017 Cross Connection Survey 

6665 206 N VINE AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

1990-LEAD WIPE REMOVED CORP REPLACED & 

INSULATED 6' @ MAIN 
Installation Record N Field Inspection Only Y 6/26/2015 Cross Connection Survey 

2023 207 E 10TH ST UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 10/27/2015 Cross Connection Survey 

758 207 E EDISON ST UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/10/2016 Cross Connection Survey 

17185 207 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 7/11/2016 Cross Connection Survey 

1282 207 N MAPLE AVE N L UNK UNK 1/1/1926 P UNK 1/1/1926
SF

UNK P UNK 1/1/1926
4/12/2016 - REPLACED OLD CORP, AND 5' OF 3/4" 

COPPER CONNECTED TO LEAD SERVICE
SL repair/replace record Y 2016 Mech excav Field inspection only Y 12/9/2016 Cross Connection Survey

7355 207 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 12/5/97 Installation Record N Field Inspection Only Y 10/8/2014 Cross Connection Survey 

9578 207 S STATE AVE UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C 2014-REMOVED LEAD WIPE @ MAIN Installation Record N Field Inspection Only Y 11/11/2014 Cross Connection Survey 

13428 207 W 2ND ST UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C

2 SERVICES - SERVICE INFRONT OF BLDG 207 W 2ND 

IS LIVE, SERIVICE TO WEST OF BLDG 207 W 2ND IS 

ABANDONED. 07-23-10 AB

Installation Record N Field Inspection Only Y 8/14/2014 Cross Connection Survey 

12315 207 W 4TH ST UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

CB VERIFIED 3-97. REMOVED LEAD WIPE ON CURB 

STOP. REPLACED CURB STOP & BOX 6-9-1997 JT

Installation Record N Field Inspection Only Y 11/19/2014 Cross Connection Survey 

2269 208 E 14TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/18/2017 Cross Connection Survey 

3253 208 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED LEAD WIPE 1-2000. Installation Record N Field Inspection Only Y 5/23/2017 Cross Connection Survey 

6521 208 E 9TH ST UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 8/17/2017 Cross Connection Survey 

2911 208 E DOEGE ST UNK UNK-LG UNK UNK 1/1/1944 C UNK 1/1/1944 SF UNK C C 2009-INSTALLED CURB STOP W/ BOX. Installation Record N Field Inspection Only Y 9/27/2016 Cross Connection Survey 

3823 208 N HINMAN AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

REMOVED LEAD WIPE & 6' OF LEAD FROM 

SIDEWALK TO ASPHALT, NEW CURB STOP-2016.   

3/4" copper on property side

Installation Record N Field Inspection Only Y 5/2/2016 Cross Connection Survey 

1254 208 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 12/22/2016 Cross Connection Survey 

8306 208 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C CB VERIFIED 3-97 Installation Record N Field Inspection Only Y 8/8/2013 Cross Connection Survey 

13138 208 W 14TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C CB LOCATION VERIFIED 10/13/97 Installation Record N Field Inspection Only Y 10/27/2015 Cross Connection Survey 

5390 209 E 9TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 6/2/2017 Cross connection survey

1306 209 E ARNOLD ST UNK UNK-LG UNK UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/16/2016 Cross Connection Survey 

6517 209 N HINMAN AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

IRON: New curb stop installed 4/29/16.  Copper on 

property owners side, Removed lead wipe & 6' of 

lead from sidewalk to blacktop

Installation Record N Field Inspection Only Y 9/10/2007 Cross Connection Survey 

3786 209 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/17/2016 Cross Connection Survey 

13130 209 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C IN SIDEWALK Installation Record N Field Inspection Only Y 5/10/2016 Cross Connection Survey 

8282 209 W 14TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/13/2015 Cross Connection Survey 

547 209 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/29/2016 Cross Connection Survey 

2137 210 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED LEAD WIPE 1-2000. Installation Record N Field Inspection Only Y 4/27/2017 Cross Connection Survey 

4910 210 E 5TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 8/23/2017 Cross connection survey

1478 210 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/2/2016 Cross Connection Survey 

7638 210 S VINE AVE Y UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK <Null> Installation record N UNK UNK Previous eval Y 9/21/2016 Cross connection survey
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13774 211 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/20/2016 Cross Connection Survey 

3696 211 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

CONNECTED TO 5/8" LEAD 10'E OF BOX. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 6/23/2014 Cross connection survey

12990 211 S STATE AVE UNK UNK-LG UNK UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 10/31/2014 Cross Connection Survey 

8340 211 W 11TH ST UNK UNK-LG UNK UNK 1/1/1936 C UNK 1/1/1936 SF UNK C C 1978-HYD CAPPED OFF Installation Record N Field Inspection Only Y 7/31/2017 Cross Connection Survey 

9681 211 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2000: NEW CURB BOX. Installation Record N Field Inspection Only Y 3/17/2016 Cross Connection Survey 

3154 211 W DOEGE ST N L UNK UNK 1/1/1941 C UNK 1/1/1941

SF

UNK C UNK 1/1/1941

2014-INSTALLED NEW CURB VALVE/BOX, 

REMOVING LEAD WIPE ON STREETSIDE. 3/4" 

COPPER ON CUSTOMER SIDE

SL repair/replace record Y 2014 Mech excav Field inspection only Y 8/10/2016 Cross Connection Survey

736 212 E DOEGE ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/20/2016 Cross Connection Survey 

4529 212 N Central Ave UNK UNK-LG UNK UNK 1/1/1930 UNK-LG UNK 1/1/1930 SF UNK UNK UNK Installation Record N Field Inspection Only Y 6/3/2014 Cross Connection Survey 

8309 212 W 11TH ST N C UNK UNK 1/1/2013 L UNK 1/1/2013 SF UNK L UNK 1/1/2013 2013-NEW COPPER & CURB VALVE/BOX SL repair/replace record Y 1/1/2013 Visual insp during install or Previous eval Y 10/29/2015 Cross connection survey

9693 212 W 3RD ST N L UNK 1" 1/1/1926 C 1" 1/1/1926
SF

UNK C UNK 1/1/1926
2005-REMOVED LEAD WIPE @ CURB VALVE, 

INSTALLED NEW VALVE AND BOX
SL repair/replace record Y 2005 Mech excav Field inspection only Y 9/4/2014 Cross Connection Survey

721 213 E EDISON ST N C

Y

1" 6/1/2022 L 1" 6/1/2022 SF UNK L UNK 6/1/2022

6/22: Dug & removed lead from wm-cs. Replaced 

lead w/ 1" copper, new 1" corp. connected to 

existing 3/4" copper 12" East of cs. Found 6" of 3/4" 

copper connected to lead after the cs. Lead is in the 

house before the meter.

SL repair/replace record Y

6/1/2022

Visual insp during install or 

repair
Previous eval Y 10/20/2016 Cross connection survey

6097 213 N CEDAR AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C SERVICE COMES OFF OF BLODGETT Installation Record N Field Inspection Only Y 10/28/2016 Cross Connection Survey 

6600 213 N CENTRAL AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

213 N CENTRAL FED BY 2 LINES.   3/4" copper on 

property side
Installation Record N Field Inspection Only Y 6/25/2013 Cross Connection Survey 

1276 213 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CURB STOP BUT NO BOX Installation Record N Field Inspection Only Y 12/6/2016 Cross Connection Survey 

7668 213 S VINE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/13/2016 Cross Connection Survey 

12046 213 W 3RD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/8/2015 Cross Connection Survey 

2275 214 E 14TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

NEW COPPER SERVICE FROM HOUSE TO STOP. OUR 

WIPE REMOVED
Installation Record N Field Inspection Only Y 5/22/2017 Cross Connection Survey 

9566 214 S STATE AVE UNK UNK-LG UNK UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/6/2014 Cross Connection Survey 

9462 214 S WISCONSIN AVE UNK UNK-LG UNK UNK 1/1/1936 C UNK 1/1/1936 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/26/2014 Cross Connection Survey 

12661 214 W 11th St UNK UNK-LG UNK UNK 1/1/1928 UNK-LG UNK 1/1/1928 SF UNK UNK UNK CB/LV UNKNOWN Installation Record N Field Inspection Only Y 10/24/2006 Customer self id

17260 214 W 2ND ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 6/7/2013 Cross Connection Survey 

2191 215 E 14TH ST UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 4/20/2017 Cross Connection Survey 

9584 215 S STATE AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C REMOVED LEAD WIPE IN ROAD TO CL-2014 Installation Record N Field Inspection Only Y 6/9/2015 Cross Connection Survey 

11833 215 S WISCONSIN AVE N L UNK UNK 1/1/1941 C UNK 1/1/1941
SF

UNK C UNK 1/1/1941
3/4" LEAD, REPLACED CORPORATION REMOVED 

LEAD WIPE & 2' OF LEAD,  INSULATED 3-3-92
SL repair/replace record Y 1992 Mech excav Field inspection only Y 3/2/2015 Cross Connection Survey

9696 215 W 3RD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 10/10/2014 Cross Connection Survey 

9678 215 W 4TH ST UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C CB/LV UNKNOWN. 4' X 30' INSULATION Installation Record N Field Inspection Only Y 6/22/2015 Cross Connection Survey 

13447 215 W DEPOT ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/6/2014 Cross Connection Survey 

8312 216 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/30/2015 Cross Connection Survey 

12749 217 W 14TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/11/2017 Cross Connection Survey 

8315 218 W 11TH ST N L UNK UNK 1/1/1928 P UNK 1/1/1928
SF

UNK P UNK 1/1/1928
2012-REMOVED LEAD WIPE @ CURB VALVE, 

INSTALLED 3/4" CURB VALVE & BOX
SL repair/replace record Y 2012 Mech excav Field inspection only Y 1/30/2017 Cross Connection Survey

13468 22 N CHESTNUT AVE UNK UNK-LG
UNK

2" 1/1/1926 C 2" 1/1/1926 SF UNK C C

2" FROM MAIN CURB TO BOX, 1" INSIDE.  OFF 

DEPOT
Installation Record N Field Inspection Only Y 1/20/2015 Cross Connection Survey 

8318 220 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C BALL VALVE - NOT LOCKING VALVE Installation Record N Field Inspection Only Y 10/27/2015 Cross Connection Survey 

8324 226 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/21/2015 Cross Connection Survey 

8327 230 W 11TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C Locking Valve Installation Record N Field Inspection Only Y 10/15/2015 Cross Connection Survey 

120 236 S CENTRAL AVE UNK C Y 1 1/2" 1/1/2009 L 1 1/2" 1/1/2009 NONRES UNK L UNK 1/1/2009 CONNECTED TO 1-1/2" LEAD 10'W OF BOX SL repair/replace record Y 1/1/2009 Visual insp during install or Previous eval Y 12/15/2014 Cross connection survey

4686 252 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

CONNECTED TO 5/8" LEAD 9'W OF BOX. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 10/28/2013 Cross connection survey

2278 300 E 14TH ST UNK UNK-LG UNK UNK 1/1/1932 C UNK 1/1/1932 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/25/2017 Cross Connection Survey 

12270 300 E 4TH ST N C

Y

1" 1/1/2022 G 1" UNK SF UNK G UNK UNK

2022: New 1" copper from main to curb valve, used 

existing corp.  New 1" cs & box - hooked to 

galvanized on owners side

SL repair/replace record Y

1/1/2022

Visual insp during install or 

repair
Previous eval Y 8/10/2017 Cross connection survey

7238 300 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/9/2017 Cross Connection Survey 

1324 300 N CEDAR AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/14/2016 Cross Connection Survey 

165 300 N CENTRAL AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C

SERVICE COMES OFF A PRIVATE LINE ON BLODGETT 

ST
Installation Record N Field Inspection Only Y 9/16/2013 Cross Connection Survey 

5832 300 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN - DUPLEX WITH 300A Installation Record N Field Inspection Only Y 11/22/2016 Cross Connection Survey 

9563 300 S STATE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/22/2014 Cross Connection Survey 

4706 301 N CEDAR AVE UNK UNK-LG UNK UNK 1/1/1926 P UNK 1/1/1926 SF UNK P P <Null> Installation Record N Field Inspection Only Y 11/22/2016 Cross Connection Survey 

6350 301 N CENTRAL AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

ALSO FEEDS 303 N CENTRAL.  10/14/08 - REMOVED 

LEAD FROM MAIN 12' TO EAST.   3/4" copper on 

property side

Installation Record N Field Inspection Only Y 9/10/2013 Cross Connection Survey 

6285 301 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/7/2013 Cross Connection Survey 

1535 301 N PEACH AVE N C

UNK

1" 1/1/2018 G 1" 1/1/2018 SF UNK G UNK 1/1/2018

INSTALLED 1" CORP AND TAPPING SADDLE, 18' - 1" 

COPPER, 1" CS & BOX, CONNECTED TO 3/4" 

GALVANIZED PIP @ BACK OF WALK ON CUSTOMERS 

SIDE

SL repair/replace record Y

1/1/2018

Visual insp during install or 

repair
Previous eval Y 11/22/2016 Cross connection survey

9587 301 S STATE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/31/2014 Cross Connection Survey 

9539 301 S WISCONSIN AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 11/19/2014 Cross Connection Survey 

1261 302 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/29/2016 Cross Connection Survey 

9560 302 S STATE AVE N L UNK UNK 1/1/1937 C UNK 1/1/1937
SF

UNK C UNK 1/1/1937
2009-NEW 1" CURB STOP & BOX. 1" COPPER TO 

INSIDE. REMOVED LEAD WIPES @ CURB STOP.
SL repair/replace record Y 2009 Mech excav Field inspection only Y 11/4/2014 Cross Connection Survey

12455 303 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

1273 303 N MAPLE AVE UNK UNK-LG
UNK

UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C

REMOVED LEAD WIPE @ CURB STOP, INSTALLED 

NEW CURB STOP 5-17-16
Installation Record N Field Inspection Only Y 10/31/2016 Cross Connection Survey 

7748 303 S PALMETTO AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

REPLACED WITH BALL VALVE Y CONNECTION WITH 

305 S PALMETTO (3/4" COPPER INSIDE 305)

Installation Record N Field Inspection Only Y 7/18/2016 Cross Connection Survey 

12087 303 S STATE AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

NEW CURB VALVE INSTALLED 5-21-99,REMOVED 

LEAD WIPES BOTH SIDES OF VALVE; 2014-REMOVED 

LEAD WIPE @ MIAN

Installation Record N Field Inspection Only Y 5/21/1999 Cross Connection Survey 

10378 303 W PARK ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2013-REMOVED LEAD WIPE @ MAIN Installation Record N Field Inspection Only Y 9/10/2015 Cross Connection Survey 

7187 304 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 9/9/2014 Cross Connection Survey 

1264 304 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/30/2013 Cross Connection Survey 

1484 304 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/23/2016 Cross Connection Survey 

12623 304 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/11/2016 Cross Connection Survey 

9557 304 S STATE AVE UNK UNK-LG UNK UNK 1/1/1942 C UNK 1/1/1942 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 11/6/2014 Cross Connection Survey 

10203 304 S VINE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/6/2016 Cross Connection Survey 

10299 304 S WALNUT AVE N L UNK UNK 1/1/1928 C UNK 1/1/1928
SF

UNK C UNK 1/1/1928
2016-REMOVED LEAD WIPE @ CURB VALVE. 

INSTALLED NEW VALVE/BOX
SL repair/replace record Y 2016 Mech excav Field inspection only Y 10/9/2014 Cross Connection Survey

1339 305 N CEDAR AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/10/2016 Cross Connection Survey 

187 305 N CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926 SF UNK C UNK 1/1/1926 2009-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 9/12/2013 Cross Connection Survey

6195 305 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/3/2016 Cross Connection Survey 

7751 305 S Palmetto Ave UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK Installation Record N Field Inspection Only Y 4/20/2016 Cross Connection Survey 

9590 305 S STATE AVE N L UNK UNK 1/1/1945 C UNK 1/1/1945 SF UNK C UNK 1/1/1945 2009-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 9/17/2014 Cross Connection Survey

6105 306 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/20/2014 Cross Connection Survey 

5708 306 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 10/25/2016 Cross Connection Survey 
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1487 306 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 11/16/2016 Cross Connection Survey 

12365 306 S STATE AVE UNK UNK-LG UNK UNK 1/1/1942 C UNK 1/1/1942 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/28/2014 Cross Connection Survey 

11637 306 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER INSIDE Installation Record N Field Inspection Only Y 5/20/2016 Cross Connection Survey 

3612 306 W DOEGE ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

4/15/2021: MU visually confirmer material type in 

the basement by the meter
Installation Record N Field Inspection Only Y 11/6/2013 Cross Connection Survey 

370 306 W JEFFERSON ST N L UNK 3/4" 1/1/1959 C 3/4" 1/1/1959 SF UNK C UNK 1/1/1959 2006-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2006 Mech excav Field inspection only Y 9/16/2016 Cross Connection Survey

7181 307 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/3/2017 Cross Connection Survey 

3874 307 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C STUB OUT Installation Record N Field Inspection Only Y 11/3/2016 Cross Connection Survey 

13769 307 N WALNUT AVE UNK CI-U UNK 4" 1/1/1926 CI-U 4" 1/1/1926 SF UNK CI-U CI-U <Null> Installation Record N Field Inspection Only Y 2/16/2023 Cross Connection Survey 

3513 307 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

CONNECTED TO 5/8 LEAD 10'E OF BOX. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 2/5/2014 Cross connection survey

13255 307 S CHERRY AVE #A UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/15/2017 Cross Connection Survey 

20444 307 W 2ND ST Y UNK-LG UNK UNK UNK L UNK UNK NONRES UNK L UNK UNK FEEDS 307 309 311 Installation record N UNK UNK Previous eval Y 7/31/2014 Cross connection survey

9312 307 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/8/2014 Cross Connection Survey 

9038 307 W 6TH ST UNK UNK-LG
UNK

UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C

1/2" COPPER INSIDE. CURB BOX INSTALLED SEPT. 

2000
Installation Record N Field Inspection Only Y 9/2/2015 Cross Connection Survey 

340 307 W JEFFERSON ST N L UNK 3/4" 1/1/1958 C 3/4" 1/1/1958

SF

UNK C UNK 1/1/1958

2011-REMOVED LEAD WIPE & INSTALLED 1" CURB 

STOP/BOX. INSTALLED 1" PLASTIC FROM STOP TO 

INSIDE.

SL repair/replace record Y 2011 Mech excav Field inspection only Y 8/25/2016 Cross Connection Survey

2364 308 E 15TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/9/2017 Cross Connection Survey 

12301 308 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN.  copper on property side Installation Record N Field Inspection Only Y 11/26/2014 Cross Connection Survey 

9963 308 E 5TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

Y-SERVICE TO 306 & 308 ALSO (1/2" COPPER 

LOCKING VALVE)
Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

1361 308 E ARNOLD ST UNK UNK-LG UNK UNK 1/1/1969 C UNK 1/1/1969 SF UNK C C SCHREINERS Installation Record N Field Inspection Only Y 6/17/2013 Cross Connection Survey 

168 308 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C DUPLEX WITH 308A, LV/CB UNKNOWN Installation Record N Field Inspection Only Y 6/2/2014 Cross Connection Survey 

12735 308 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/21/2016 Cross Connection Survey 

12975 308 S PALMETTO AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
O

UNK C UNK 1/1/1926
2008-INSTALLED CURB VALVE & BOX. 5/8 LEAD 

OUTSIDE AND 3/4" COPPER INSIDE
SL repair/replace record Y 2008 Mech excav Field inspection only Y 2008 Cross Connection Survey

12174 308 S VINE AVE N L UNK UNK 1/1/1926 P UNK 1/1/1926 SF UNK P UNK 1/1/1926 2009- REMOVE LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 4/29/2016 Cross Connection Survey

9670 308 S WALNUT AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

4'X8' INSULATION, 2015-CURB VALVE/BOX 

INSTALLED.   3/4" copper on property side
Installation Record N Field Inspection Only Y 5/12/2015 Cross Connection Survey 

7325 309 E 3RD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB VERIFIED 3-97 Installation Record N Field Inspection Only Y 1/9/2014 Cross Connection Survey 

7184 309 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/8/2017 Cross Connection Survey 

11957 309 E 9TH ST UNK UNK-LG
UNK

UNK 1/1/1941 C UNK 1/1/1941 SF UNK C C CB/LV UNKNOWN.  5/8" copper on property side 
Installation Record N Field Inspection Only Y 5/25/2017 Cross Connection Survey 

1400 309 E DEPOT ST UNK UNK-LG
UNK

UNK 1/1/1920 C UNK 1/1/1920 SF UNK C C

CB LOCATION VERIFIED 6/4/97.   2020 - Property 

side material verified per customer
Installation Record N Field Inspection Only Y 11/25/2014 Cross Connection Survey 

1336 309 N CEDAR AVE N L UNK 3/4" 1/1/1926 C 3/4" 1/1/1926

SF

UNK C UNK 1/1/1926

2013-REIGEL PLDG INSTALLED CURB VALVE W/ BOX 

AND REMOVED LEAD WIPE ON BOTH SIDES 

INTALLING POLY INSIDE. 

SL repair/replace record Y 2013 Mech excav Field inspection only Y 12/14/2023 Cross Connection Survey

1529 309 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/26/2016 Cross Connection Survey 

13013 309 S CEDAR AVE N C

UNK

1" 9/1/2022 G 1" 9/1/2022 SF UNK G UNK 9/1/2022

9/1/22: New 1" copper used existing corp, new 1" 

curb valve & box. Hooked up to existing galvanized 

on customers side

SL repair/replace record Y

9/1/2022

Visual insp during install or 

repair
Previous eval Y 7/22/2017 Cross connection survey

7358 309 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 

9593 309 S STATE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C 1981-DUG AND LOWERED Installation Record N Field Inspection Only Y 11/24/2014 Cross Connection Survey 

12062 309 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 10/30/2014 Cross Connection Survey 

10820 309 W 5TH ST UNK UNK-LG UNK UNK 1/1/1932 UNK-LG UNK 1/1/1932 SF UNK UNK UNK CB/LV UNKNOWN Installation Record N Field Inspection Only Y 12/14/2016 Cross Connection Survey 

9035 309 W 6TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2000: CURB BOX INSTALLED. Installation Record N Field Inspection Only Y 3/30/2015 Cross Connection Survey 

2388 310 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB VERIFIED 3-97 Installation Record N Field Inspection Only Y 5/8/2017 Cross Connection Survey 

4064 310 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/12/2014 Cross Connection Survey 

12672 310 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/20/2016 Cross Connection Survey 

9451 310 S WISCONSIN AVE UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/5/2014 Cross Connection Survey 

9334 310 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 11/26/2014 Cross Connection Survey 

2894 310 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C CURB BOX LOCATION VERIFIED 12/17/96 Installation Record N Field Inspection Only Y 8/4/2016 Cross Connection Survey 

184 311 N CENTRAL AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C

DUPLEX WITH 311A, LV/CB UNKNOWN.   3/4" 

copper on property side
Installation Record N Field Inspection Only Y 6/9/2014 Cross Connection Survey 

6514 311 N VINE AVE UNK UNK-LG
UNK

UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C

1990-RETAPPED  @ 49'W & 17'N OF SW COR. OF 

HSE.
Installation Record N Field Inspection Only Y 11/7/2016 Cross Connection Survey 

7754 311 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/18/2016 Cross Connection Survey 

7678 311 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/18/2016 Cross Connection Survey 

11378 311 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CUT-IN CURBBOX-8-16-02 Installation Record N Field Inspection Only Y 3/16/2016 Cross Connection Survey 

4959 312 N CENTRAL AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LV/CB UNKNOWN.    3/4" copper on property side
Installation Record N Field Inspection Only Y 6/11/2014 Cross Connection Survey 

3974 312 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 MIX UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 7/14/2017 Cross Connection Survey 

1493 312 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/28/2016 Cross Connection Survey 

10172 312 S CHERRY AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 10/3/2017 Cross connection survey

12776 312 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C SERVICE COMES OFF OF 4TH ST Installation Record N Field Inspection Only Y 6/6/2016 Cross Connection Survey 

9391 312 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 1/5/2015 Cross Connection Survey 

6225 312 W DOEGE ST UNK UNK-LG UNK UNK 1/1/1940 C UNK 1/1/1940 MIX UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 9/7/2016 Cross Connection Survey 

7328 313 E 3RD ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

1/2" COPPER BALL VALVE.  DUPLEX WITH 313A, 1/2" 

COPPER INTO HOUSE
Installation Record N Field Inspection Only Y 7/18/2017 Cross Connection Survey 

9992 313 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C SERVICES COMES OFF OF CHERRY Installation Record N Field Inspection Only Y 6/6/2017 Cross Connection Survey 

1267 313 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/3/2016 Cross Connection Survey 

1526 313 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 2/24/2017 Cross Connection Survey 

6146 313 N VINE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C RETAPPED OLD CORP IS 1'6"N - (3/4" Copper) Installation Record N Field Inspection Only Y 10/28/2016 Cross Connection Survey 

7361 313 S CHERRY AVE UNK UNK-LG UNK 1/2" 1/1/1926 C 1/2" 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 

10310 313 S STATE AVE UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/5/2014 Cross Connection Survey 

12104 313 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/23/2016 Cross Connection Survey 

9542 313 S WISCONSIN AVE N L UNK UNK 1/1/1945 C UNK 1/1/1945

SF

UNK C UNK 1/1/1945

2013-NEW 3/4" COPPER SERVICE & CURB 

BOX/VALVE. 5/8 LEAD OUR SIDE.2014-REMOVED 

LEAD WIPE @ MAIN & INSTALLED 13' OF 3/4" 

COPPER.CONNECTED TO 5/8" LEAD AT WEST SIDE 

OF DITCH.

SL repair/replace record Y 2013 Mech excav Field inspection only Y 10/29/2014 Cross Connection Survey

12043 313 W 5TH ST UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/30/2015 Cross Connection Survey 

9548 314 S STATE AVE UNK UNK-LG UNK UNK 1/1/1940 C UNK 1/1/1940 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/26/2014 Cross Connection Survey 

10233 314 W 4TH ST N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
2011-CAL'S PLBG. INSTALLED CURB STOP/BOX. 1/2" 

COPPER PROP. SIDE.
SL repair/replace record Y 2011 Mech excav Field inspection only Y 12/19/2014 Cross Connection Survey

11340 314 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/19/2014 Cross Connection Survey 

589 314 W DOEGE ST N L UNK 5/8" 1/1/1940 C 5/8" 1/1/1940
SF

UNK C UNK 1/1/1940
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 

4'9" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 1/6/2014 Mech excav

3753 315 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 8/14/2015 Cross Connection Survey 

4073 315 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

CONNECTED TO 5/8" LEAD 11'E OF BOX.  A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 6/20/2014 Cross connection survey

9596 315 S STATE AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/31/2014 Cross Connection Survey 

9664 315 W 4TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 9/24/2014 Cross connection survey

2951 317 N CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
REMOVED WIPES 1989.  2020 J&R VAC EXCAVATED 

@ EOP, FOUND LEAD 6' DEEP
SL repair/replace record Y 2020 Mech excav Field inspection only Y 1/16/2014 Cross Connection Survey

24227 317 W MCMILLAN ST Y C
UNK

3/4" UNK L 3/4" UNK SF UNK L UNK UNK

6/22/2021: Dug @ watermain and found 3/4" 

copper
SL repair/replace record Y

6/22/2021
Mech excav Previous eval Y 6/24/2014 Cross connection survey
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2394 318 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/3/2017 Cross Connection Survey 

6655 400 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2013-CURB BOX & VALVE VERIFIED Installation Record N Field Inspection Only Y 4/2/2014 Cross Connection Survey 

7364 400 E 4TH ST Y UNK-LG UNK UNK UNK L UNK UNK NONRES UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 8/31/2015 Cross connection survey

1365 400 E ARNOLD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 2/24/2015 Cross Connection Survey 

3879 400 N MAPLE AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

(Service card address of 111 E. Cleveland) C.B. 

Location verified 6/3/1997.   2" copper on property 

side

Installation Record N Field Inspection Only Y 6/24/2013 Cross Connection Survey 

1496 400 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/19/2017 Cross Connection Survey 

1203 400 N VINE AVE UNK UNK-LG
UNK

UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C

REMOVED GOOSE NECK. SEWER LATS ON TOP OF 

THE MAIN.   3/4" copper on property side
Installation Record N Field Inspection Only Y 3/4/2016 Cross Connection Survey 

7316 400 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/15/2017 Cross Connection Survey 

11077 400 S WALNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/19/2014 Cross Connection Survey 

1376 401 E BLODGETT ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/21/2016 Cross Connection Survey 

1523 401 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/15/2013 Cross Connection Survey 

9303 401 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 1/28/2017 Cross Connection Survey 

12079 401 W 6TH ST UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

CB LOCATION VERIFIED 3/25/97.   Copper through 

basement floor via email from customer (4/6/2121)

Installation Record N Field Inspection Only Y 2/24/2015 Cross Connection Survey 

6465 402 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/26/2017 Cross Connection Survey 

1373 402 E BLODGETT ST UNK UNK-LG UNK UNK 1/1/1926 P UNK 1/1/1926 SF UNK P P 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 11/17/2016 Cross Connection Survey 

3846 402 N CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926

SF

UNK C UNK 1/1/1926

2011- REPAIRED SERVICE LEAK AT MAIN. INSTALLED 

NEW CORP. EAST SIDE OF MAIN .AND 

RECONNECTED TO LEAD 6'S OF TAP. INSTALLED 

NEW CURB STOP/BOX LEAD WIPES REMOVED

SL repair/replace record Y 2011 Mech excav Field inspection only Y 7/2/2013 Cross Connection Survey

1499 402 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/16/2016 Cross Connection Survey 

7312 402 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK <Null> Installation Record N Field Inspection Only Y 8/7/2017 Cross Connection Survey 

11025 402 S PEACH AVE N L UNK 5/8" 1/1/1922 C 5/8" 1/1/1922
SF

UNK C UNK 1/1/1922
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 

7'1" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 3/7/2014 Mech excav

12420 402 S WISCONSIN AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 10/10/2014 Cross connection survey

13073 402 W 6TH ST UNK UNK-LG

UNK

3/4" 1/1/1926 C 3/4" 1/1/1926 SF UNK C C

CB LOCATION VERIFIED 3/25/97.  2/21/2022: JN 

verified 3/4" copper in the basement and feeds 402, 

402A and 402B

Installation Record N Field Inspection Only Y 8/5/2014 Cross Connection Survey 

6245 403 N CEDAR AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926

SF

UNK C UNK 1/1/1926
2010- REPLACED CURB VALVE W/ BOX.REMOVED 

LEAD WIPES. 3/4" COPPER ON PROP. SIDE
SL repair/replace record Y 2010 Mech excav Field inspection only Y 10/19/2016 Cross Connection Survey

9032 403 W 6TH ST UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK <Null> Installation Record N Field Inspection Only Y 4/10/2015 Cross Connection Survey 

2417 404 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 6/14/2017 Cross Connection Survey 

10986 404 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/17/2016 Cross Connection Survey 

9343 404 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 12/17/2014 Cross Connection Survey 

1379 405 E BLODGETT ST UNK UNK-LG UNK UNK 1/1/1938 C UNK 1/1/1938 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 8/31/2017 Cross Connection Survey 

1242 405 N CEDAR AVE UNK UNK-LG
UNK

UNK 1/1/1941 C UNK 1/1/1941 SF UNK C C

2008-REMOVED LEAD WIPE, NEW CURB VALVE & 

BOX
Installation Record N Field Inspection Only Y 9/27/2016 Cross Connection Survey 

12245 405 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER & LOCKING VAVLE Installation Record N Field Inspection Only Y 12/7/2016 Cross Connection Survey 

12266 405 S WISCONSIN AVE N L UNK 5/8" 1/1/1928 C 5/8" 1/1/1928
SF

UNK C UNK 1/1/1928
2009- REMOVED LEAD WIPE @ MAIN.  1" copper on 

property side
SL repair/replace record Y 2009 Mech excav Field inspection only Y 10/31/2014 Cross Connection Survey

9300 405 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 3/25/97 Installation Record N Field Inspection Only Y 12/17/2014 Cross Connection Survey 

10023 405 W 6TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/1/2015 Cross Connection Survey 

2420 406 E 14TH ST UNK UNK-LG
UNK

UNK 1/1/1931 C UNK 1/1/1931 SF UNK C C

REMOVED 6' LEAD IN CL OF E. 14TH ST. SOUTH 

FITTING IS 58' NORTH & 12' EAST OF NWCH
Installation Record N Field Inspection Only Y 5/19/2017 Cross Connection Survey 

1502 406 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/21/2016 Cross Connection Survey 

10206 406 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LEAD WIPE REMOVED 11/22/99. Installation Record N Field Inspection Only Y 10/24/2014 Cross Connection Survey 

12698 406 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C LEAK REPAIRED, NEW C.B. INSTALLED-2016 Installation Record N Field Inspection Only Y 4/29/2016 Cross Connection Survey 

10336 406 W 6TH ST N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
O

UNK C UNK 1/1/1926
2007-INSTALLED NEW CURB STOP & REMOVED 

LEAD WIPE, 3/4" COPPER PROP. SIDE
SL repair/replace record Y 2007 Mech excav Field inspection only Y 3/1/2016 Cross Connection Survey

1517 407 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2015-NEW CURB VALVE INSTALLED Installation Record N Field Inspection Only Y 12/2/2016 Cross Connection Survey 

1191 407 N VINE AVE UNK UNK-LG
UNK

UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C

CORP IS 46' W & 10' N OF S.W.C.H., RETAPPED - OLD 

CORP IS 2' NORTH, INSULATED TO SEWER
Installation Record N Field Inspection Only Y 9/27/2016 Cross Connection Survey 

7367 407 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/26/2017 Cross Connection Survey 

12902 407 S PEACH AVE UNK UNK-LG UNK 3/4" 1/1/1922 C 3/4" 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/15/2016 Cross Connection Survey 

45108 407 W PARK ST UNK UNK-LG
UNK

UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C

3/4" Copper on property side via Email from 

customer
Installation Record N Field Inspection Only Y 5/5/2015 Cross Connection Survey 

12359 408 E 3RD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB VERIFIED 3-97 Installation Record N Field Inspection Only Y 6/30/2017 Cross Connection Survey 

6383 408 E BLODGETT ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 11/4/2016 Cross Connection Survey 

1428 408 N ASH AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/23/2016 Cross Connection Survey 

864 408 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 1982-RETAPPED, LOWERED & INSULATED Installation Record N Field Inspection Only Y 9/1/2016 Cross Connection Survey 

7309 408 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/14/2017 Cross Connection Survey 

9388 408 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER & LOCKING VALVE Installation Record N Field Inspection Only Y 12/4/2014 Cross Connection Survey 

7635 409 E 3RD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/20/2017 Cross Connection Survey 

1437 409 N ASH AVE UNK UNK-LG UNK UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/15/2016 Cross Connection Survey 

5106 409 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1940 C UNK 1/1/1940 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 10/7/2016 Cross Connection Survey 

1514 409 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1938 C UNK 1/1/1938 SF UNK C C <Null> Installation Record N Field Inspection Only Y 1/3/2017 Cross Connection Survey 

18606 409 N PINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 NONRES UNK C C OUT/MAIN IS 4'DEEP 10/81 Installation Record N Field Inspection Only Y 8/8/2016 Cross Connection Survey 

6242 409 N VINE AVE UNK UNK-LG
UNK

UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C CORP IS 47' W. & 9' S. OF NWCH - RETAPPED 4/90
Installation Record N Field Inspection Only Y 10/11/2016 Cross Connection Survey 

12127 409 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/12/2017 Cross Connection Survey 

10200 409 W 6TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/14/2015 Cross Connection Survey 

5929 410 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C INSULATED @ MAIN Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

4320 410 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 12/7/2021 Cross Connection Survey 

1505 410 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/26/2017 Cross Connection Survey 

6156 410 N VINE AVE UNK UNK-LG

UNK

UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C

Corp. is 45' E. & 6' N. of SECH.  Removed gooseneck, 

lowereed w/ copper. Old corp. 2' south 4-90

Installation Record N Field Inspection Only Y 11/12/2016 Cross Connection Survey 

10721 410 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/22/2016 Cross Connection Survey 

9385 410 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 2/6/2015 Cross Connection Survey 

12501 411 E 14TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/23/2017 Cross Connection Survey 

4670 411 N CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926

O

UNK C UNK 1/1/1926
2008-REMOVED WIPE AT CURB VALVE. INSTALLED 

36" OF 3/4 COPPER STREETSIDE OF VALVE 
SL repair/replace record Y 2008 Mech excav Field inspection only Y 9/3/2013 Cross Connection Survey

3388 411 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 MIX UNK C C 1982-RETAPPED,LOWERED, & INSULATED Installation Record N Field Inspection Only Y 9/7/2016 Cross Connection Survey 

9293 411 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 12/04/97 Installation Record N Field Inspection Only Y 1/14/2015 Cross Connection Survey 

5616 412 E 14TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN, REMOVED 6' OF LEAD 5-17-96
Installation Record N Field Inspection Only Y 5/4/2017 Cross Connection Survey 

7619 412 E 4TH ST UNK UNK-LG UNK 3/4" 1/1/1961 L 3/4" 1/1/1961 NONRES UNK L UNK 1/1/1961 WHEEL VALVE.  2" lead on property Installation record N 1/1/1961 Visual insp during install or Previous eval Y 1/18/2024 Cross connection survey

3426 412 E ARNOLD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 12/9/2016 Cross Connection Survey 

5998 412 E Blodgett St UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK Installation Record N Field Inspection Only Y 11/9/2016 Cross Connection Survey 

1431 412 N ASH AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/11/2016 Cross Connection Survey 

858 412 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C 1982-RETAPPED, LOWERED & INSULATED Installation Record N Field Inspection Only Y 9/2/2016 Cross Connection Survey 

1508 412 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 10/25/2016 Cross Connection Survey 

1209 412 N VINE AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C BOX Installation Record N Field Inspection Only Y 10/19/2016 Cross Connection Survey 
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7813 412 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/7/2016 Cross Connection Survey 

11074 412 S WALNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/25/2016 Cross Connection Survey 

9382 412 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C INSTALLED CURB STOP/BOX-2012 Installation Record N Field Inspection Only Y 10/15/2014 Cross Connection Survey 

7629 413 E 4TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

2-15-96 : REPLACED WIPE UTILITY SIDE, BOX & 

VALVE INSTALLED. 1/2" COPPER INSIDE
Installation Record N Field Inspection Only Y 8/30/2017 Cross Connection Survey 

1394 413 E DEPOT ST UNK UNK-LG UNK UNK 1/1/1920 C UNK 1/1/1920 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 11/28/2016 Cross Connection Survey 

34531 413 N ASH AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C 3/4 COPPER BALL VALVE INSIDE Installation Record N Field Inspection Only Y 11/5/2016 Cross Connection Survey 

1511 413 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/29/2016 Cross Connection Survey 

1188 413 N VINE AVE UNK UNK-LG
UNK

UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C

RETAPPED 4/90, REMOVED LEAD WIPE @ CURB 

STOP (1/2" Copper Locking Vavle)
Installation Record N Field Inspection Only Y 10/11/2016 Cross Connection Survey 

12981 413 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/9/2017 Cross Connection Survey 

7780 413 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/10/2016 Cross Connection Survey 

10346 413 W 6TH ST UNK UNK-LG

UNK

UNK 1/1/1929 UNK-LG UNK 1/1/1929 SF UNK UNK UNK

4/5/2021: Notified customer the utility will vacuum 

excavate spring/summer 2021 to verify service

Installation Record N Field Inspection Only Y 5/1/2015 Cross Connection Survey 

1382 414 E BLODGETT ST UNK UNK-LG
UNK

1/2" 1/1/1926 C 1/2" 1/1/1926 SF UNK C C

1/2" COPPER W/ L.V.   FEEDS BOTH 414 & 412 E 

ARNOLD
Installation Record N Field Inspection Only Y 11/23/2016 Cross Connection Survey 

106 414 S CENTRAL AVE UNK C
Y

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

CONNECTED TO 5/8 LEAD 10.5'W OF BOX A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 6/11/2014 Cross connection survey

9379 414 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2005-INSTALLED CURB VALVE W/ BOX Installation Record N Field Inspection Only Y 3/3/2014 Cross Connection Survey 

13273 414 W 6TH ST N L UNK UNK 1/1/1926 C UNK 1/1/1926

SF

UNK C UNK 1/1/1926

CB/LV UNKNOWN, INSTALLED NEW 1" CORP AND 8' 

OF 1" COPPER TO EXISTING LEAD-2014.   1" copper 

on property side

SL repair/replace record Y 2014 Mech excav Field inspection only Y 3/17/2015 Cross Connection Survey

4116 443 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

CONNECTED TO 5/8 LEAD 10'E OF BOX. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 2009 Cross connection survey

901 500 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 12/8/2014 Cross Connection Survey 

5813 500 N MAPLE AVE Y UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK <Null> Installation record N UNK UNK Previous eval Y 9/29/2016 Cross connection survey

1131 500 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C C.B. LOCATION VERIFIED 5/19/97 Installation Record N Field Inspection Only Y 11/21/2016 Cross Connection Survey 

7804 500 S APPLE AVE UNK UNK-LG
UNK

UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C

COPPER SERVICE VERIFIED ON PROP. SIDE BY 

GAFFNEY
Installation Record N Field Inspection Only Y 5/2/2016 Cross Connection Survey 

7303 500 S CHERRY AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN.    3/4" copper on customer side
Installation Record N Field Inspection Only Y 12/3/2014 Cross Connection Survey 

8074 500 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/25/2017 Cross Connection Survey 

1161 501 N ASH AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/16/2016 Cross Connection Survey 

743 501 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/24/2016 Cross Connection Survey 

1128 501 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1941 C UNK 1/1/1941 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/14/2016 Cross Connection Survey 

8162 501 S ASH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 2/24/2016 Cross Connection Survey 

7810 501 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C LOCKING VALVE Installation Record N Field Inspection Only Y 6/13/2016 Cross Connection Survey 

10595 501 S VINE AVE N L UNK 5/8" 1/1/1927 C 5/8" 1/1/1927
SF

UNK C UNK 1/1/1927
2009- REMOVED LEAD WIPE @ MAIN.   3/4" copper 

on property side
SL repair/replace record Y 2009 Mech excav Field inspection only Y 4/25/2014 Cross Connection Survey

9029 501 W 6TH ST UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/23/2015 Cross Connection Survey 

5961 502 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/20/2016 Cross Connection Survey 

7609 502 S ASH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/15/2017 Cross Connection Survey 

12184 502 W 6TH ST UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/2/2015 Cross Connection Survey 

6279 503 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/8/2016 Cross Connection Survey 

7478 503 S VINE AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/30/2017 Cross Connection Survey 

9026 503 W 6TH ST UNK UNK-LG UNK UNK 1/1/1931 C UNK 1/1/1931 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/28/2015 Cross Connection Survey 

7616 504 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 12/11/2014 Cross Connection Survey 

5068 504 N ASH AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/7/2016 Cross Connection Survey 

1134 504 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 12/20/2016 Cross Connection Survey 

11177 504 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/13/2017 Cross Connection Survey 

2105 504 S MAPLE AVE N C UNK 1" 1/1/2015 G 1" 1/1/2015 SF UNK G UNK 1/1/2015 CONNECTED TO 3/4" IRON ON PROP. SIDE SL repair/replace record Y 1/1/2015 Visual insp during install or Previous eval Y 8/20/2014 Cross connection survey

8077 504 S PEACH AVE N L UNK 5/8" 1/1/1922 C 5/8" 1/1/1922

SF

UNK C UNK 1/1/1922

2013-NEW CURB VALVE & BOX INSTALLED.  2020 

J&R VAC EXCAVATED @ EOP, FOUND LEAD 6' DEEP, 

4' FROM CB

Previous eval Y 2020 Mech excav Field inspection only Y 2/17/2016 Cross Connection Survey 

868 505 N CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
O

UNK C UNK 1/1/1926
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 

6'6" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 6/24/2013 Cross Connection Survey 

8071 505 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 3/9/2016 Cross Connection Survey 

11784 505 W 6TH ST UNK UNK-LG
UNK

UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C

1/2" COPPER L.V. - L.V. REMOVED 3-7-90 AND 

REPLACED WITH A BALL VALVE
Installation Record N Field Inspection Only Y 4/15/2015 Cross Connection Survey 

3302 506 N PEACH AVE UNK UNK-LG
UNK

UNK 1/1/1947 P UNK 1/1/1947 SF UNK P P

2013-CURB VALVE/BOX INSTALLED, 1" PLASTIC 

INSIDE
Installation Record N Field Inspection Only Y 10/25/2016 Cross Connection Survey 

11911 506 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/2/2016 Cross Connection Survey 

9370 506 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 10/28/2014 Cross Connection Survey 

9017 506 W 6TH ST UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/2/2015 Cross Connection Survey 

7563 507 E 10TH ST UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

1152 507 N ASH AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/21/2016 Cross Connection Survey 

871 507 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LOCATION VERIFIED 1/97 Installation Record N Field Inspection Only Y 6/20/2013 Cross Connection Survey 

11110 507 S CHESTNUT AVE UNK C UNK 1" 1/1/2013 L 1" 1/1/2013 NONRES UNK L UNK 1/1/2013 ATTACHED TO EXISTING 5/8 LEAD 2'E OF VALVE SL repair/replace record Y 1/1/2013 Visual insp during install or Previous eval Y 8/17/2016 Cross connection survey

7481 507 S Vine Ave UNK UNK-LG UNK UNK 1/1/1927 UNK-LG UNK 1/1/1927 SF UNK UNK UNK Installation Record N Field Inspection Only Y 5/16/2017 Cross Connection Survey 

7560 508 E 10TH ST N L UNK UNK 1/1/1943 C UNK 1/1/1943
O

UNK C UNK 1/1/1943
2005-PROPERTY OWNER REMOVED LEAD FROM 

HOUSE TO CURB-BOX
SL repair/replace record Y 2005 Mech excav Field inspection only Y 7/18/2017 Cross Connection Survey

13132 508 E 3RD ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

DUPLEX WITH 508A, 3/4 inch copper on property 

side
Installation Record N Field Inspection Only Y 7/7/2016 Cross Connection Survey 

11042 508 E 6TH ST UNK UNK-LG UNK UNK 1/1/1943 C UNK 1/1/1943 SF UNK C C PRIVATE LINE DOWN THE CENTER OF 6TH Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

5247 508 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1974-PINCHED OFF IN TERRACE Installation Record N Field Inspection Only Y 9/7/2016 Cross Connection Survey 

580 508 N WALNUT AVE N C UNK 1" 1/1/2006 L 1" 1/1/2006 SF UNK L UNK 1/1/2006 5/8" LEAD INSIDE SL repair/replace record Y 1/1/2006 Visual insp during install or Previous eval Y 8/25/2016 Cross connection survey

7606 508 S ASH AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

12025 509 E 3RD ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/22/2016 Cross Connection Survey 

11053 509 E 6TH ST Y UNK-LG
UNK

UNK UNK L UNK UNK SF UNK L UNK UNK

LINE DOWN THE CENTER OF 6TH ST. REPLACE 1" 

PRIVATE LINE 9-24-98
Installation record N

UNK
UNK Previous eval Y 6/20/2017 Cross connection survey

3799 509 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/31/2016 Cross Connection Survey 

7484 509 S VINE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C Y-SERVICE Installation Record N Field Inspection Only Y 5/10/2017 Cross Connection Survey 

12461 509 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 6/10/97 Installation Record N Field Inspection Only Y 1/15/2015 Cross Connection Survey 

9023 509 W 6TH ST UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C CB LOCATION VERIFIED 6/6/97 Installation Record N Field Inspection Only Y 9/17/2015 Cross Connection Survey 

8977 509 W 7TH ST UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 1/29/2014 Cross Connection Survey 

5565 510 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/20/2016 Cross Connection Survey 

7472 510 S VINE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/25/2017 Cross Connection Survey 

9367 510 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/10/2024 Cross Connection Survey 

9355 510 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/23/2015 Cross Connection Survey 

9020 510 W 6TH ST UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C MAIN 15' TO THE SOUTH Installation Record N Field Inspection Only Y 5/1/2015 Cross Connection Survey 

1146 511 N ASH AVE UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/14/2016 Cross Connection Survey 

3769 511 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/3/2014 Cross Connection Survey 

5916 511 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

ATTACHED TO 5/8 LEAD 4' E OF BOX. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 2009 Cross connection survey

10817 511 W 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/28/2016 Cross Connection Survey 

11793 511 W 6TH ST UNK UNK-LG UNK UNK 1/1/1929 C UNK 1/1/1929 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/1/2015 Cross Connection Survey 

10349 512 E 8TH ST UNK UNK-LG UNK UNK 1/1/1941 C UNK 1/1/1941 SF UNK C C REPLACED GOOSE NECK FOR REPAVING ASH ST Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

12070 512 E 9TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

3/4" COPPER LOCKING VALVE.  3/4" Copper locking 

valve
Installation Record N Field Inspection Only Y 6/29/2017 Cross Connection Survey 
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4295 512 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/15/2017 Cross Connection Survey 

9207 512 S HARDACRE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C CB LOCATION VERIFED 12/5/97 Installation Record N Field Inspection Only Y 11/19/2014 Cross Connection Survey 

8005 512 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C REIGELS INSTALLED NEW CURB BOX. Installation Record N Field Inspection Only Y 4/8/2016 Cross Connection Survey 

7469 512 S VINE AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/17/2017 Cross Connection Survey 

12049 513 E 3RD ST #A UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 2/25/2015 Cross Connection Survey 

13911 513 N BROADWAY AVE UNK UNK-LG UNK UNK 1/1/1944 C UNK 1/1/1944 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/22/2016 Cross Connection Survey 

613 513 N CHESTNUT AVE UNK UNK-LG UNK 3/4" 1/1/1926 C 3/4" 1/1/1926 SF UNK C C Y-CONNECTION INSTALLED. Installation Record N Field Inspection Only Y 9/7/2016 Cross Connection Survey 

12152 513 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/23/2017 Cross Connection Survey 

10845 513 W PARK ST N C
UNK

3/4" 1/1/2013 L 3/4" 1/1/2013 SF UNK L UNK 1/1/2013

2013-NEW 3/4" COPPER FROM MAIN TO NEW CURB 

VALVE/BOX INSTALLED
SL repair/replace record Y

1/1/2013

Visual insp during install or 

repair
Previous eval Y 3/24/2015 Cross connection survey

19077 514 E 29TH ST UNK UNK-LG UNK UNK UNK G UNK UNK NONRES UNK G UNK UNK <Null> Installation record N UNK UNK Previous eval Y 9/23/2013 Cross connection survey

1140 514 N PEACH AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/28/2016 Cross Connection Survey 

10017 514 W 4TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

11/04/86 - BOX INSTALLED AND NEW LINE RAN 

INSIDE
Installation Record N Field Inspection Only Y 12/2/2014 Cross Connection Survey 

13560 515 W ARNOLD ST N C UNK 1" 1/1/2011 L 1" 1/1/2011 SF UNK L UNK 1/1/2011 PEMBER. 5/8" LEAD ON PROP. SIDE SL repair/replace record Y 1/1/2011 Visual insp during install or Previous eval Y 7/20/2016 Cross connection survey

9951 517 W PARK ST UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/25/2015 Cross Connection Survey 

48 551 S CENTRAL AVE UNK C
Y

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

ATTACHED TO 5/8 LEAD 1'E OG BOX.  A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 6/13/2013 Cross connection survey

5783 554 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 L 1" 1/1/2009 NONRES UNK L UNK 1/1/2009

ATTACHED TO 5/8 LEAD 12.5'W OF BOX. A-1 

EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 9/16/2013 Cross connection survey

7819 600 E 10TH ST N L UNK 5/8" 1/1/1940 C 5/8" 1/1/1940

SF

UNK C UNK 1/1/1940

2014-MEYERS REMOVED LEAD WIPE ON OUR 

STREETSIDE OF CURB VALVE AMD INSTALLED NEW 

CURB VALVE/BOX

SL repair/replace record Y 2014 Mech excav Field inspection only Y 4/11/2016 Cross Connection Survey

526 600 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED WIPE & INSULATED 1987 Installation Record N Field Inspection Only Y 8/23/2016 Cross Connection Survey 

5535 600 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/15/2016 Cross Connection Survey 

7602 600 S ASH AVE N L UNK 5/8" 1/1/1930 C 5/8" 1/1/1930
SF

UNK C UNK 1/1/1930
CB/LV UNKNOWN.  2020 J&R VAC EXCAVATED @ 

EOP, FOUND LEAD 7'6" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 5/31/2017 Cross Connection Survey

7466 600 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK CB/LV UNKNOWN Installation Record N Field Inspection Only Y 8/5/2017 Cross Connection Survey 

4119 601 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1931 C UNK 1/1/1931 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/7/2016 Cross Connection Survey 

53 601 S CENTRAL AVE UNK UNK-LG
UNK

4" 1/1/1926 CI-U 4" 1/1/1926 MIX UNK CI-U CI-U

2010- REMOVED MANHOLE & INSTALLED VALVE 

BOX
Installation Record N Field Inspection Only Y 1/17/2024 Cross Connection Survey 

7373 601 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/6/2017 Cross Connection Survey 

7490 601 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/13/2017 Cross Connection Survey 

7822 602 E 10TH ST N L UNK UNK 1/1/1940 C UNK 1/1/1940
SF

UNK C UNK 1/1/1940
2003-REMOVED LEAD WIPE & INSTALLED NEW 

CURB VALVE.1997-CB LOCATION VERIFIED 
SL repair/replace record Y 2003 Mech excav Field inspection only Y 3/14/2016 Cross Connection Survey

12101 603 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 UNK-LG UNK 1/1/1926 SF UNK UNK UNK <Null> Installation Record N Field Inspection Only Y 9/18/2023 Cross Connection Survey 

10976 604 E 10TH ST UNK UNK-LG

UNK

UNK 1/1/1940 C UNK 1/1/1940 SF UNK C C

REMOVED LEAD WIPE @ MAIN.INSTALLED NEW 

COPPER FROM MAIN TO SOUTH SIDE OF ROAD1997-

CB LOCATION VERIFIED

Installation Record N Field Inspection Only Y 3/16/2016 Cross Connection Survey 

13899 604 N BROADWAY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/27/2016 Cross Connection Survey 

7599 604 S ASH AVE UNK UNK-LG UNK UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

10286 605 E 10TH ST UNK UNK-LG
UNK

UNK 1/1/1947 P UNK 1/1/1947 SF UNK P P 2013-C.B. INSTALLED.   3/4" HDPE on property side
Installation Record N Field Inspection Only Y 10/24/2014 Cross Connection Survey 

6365 605 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 8/17/2016 Cross Connection Survey 

10396 605 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/22/2017 Cross Connection Survey 

7496 605 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/23/2017 Cross Connection Survey 

11919 606 E 10TH ST UNK UNK-LG UNK UNK 1/1/1936 C UNK 1/1/1936 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 2/29/2016 Cross Connection Survey 

8165 606 E 5TH ST UNK UNK-LG UNK UNK 1/1/1945 C UNK 1/1/1945 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 3/10/2016 Cross Connection Survey 

523 606 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/15/2016 Cross Connection Survey 

13314 606 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 

10718 606 S VINE AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926
SF

UNK C UNK 1/1/1926
2009-REMOVED LEAD WIPE @ MAIN.   3/4" copper 

on property side
SL repair/replace record Y 2009 Mech excav Field inspection only Y 5/26/2017 Cross Connection Survey

3796 607 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1935 C UNK 1/1/1935 SF UNK C C 1/2" copper on customer side Installation Record N Field Inspection Only Y 6/6/2013 Cross Connection Survey 

7376 607 S CHERRY AVE N L UNK 5/8" 1/1/1926 P 5/8" 1/1/1926
SF

UNK P UNK 1/1/1926
2006-REMOVED LEAD WIPE @ CURB VALVE. 

INSTALLED NEW VALVE & BOX.
SL repair/replace record Y 2006 Mech excav Field inspection only Y 6/9/2017 Cross Connection Survey

7499 607 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/5/2017 Cross Connection Survey 

7825 608 E 10TH ST UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 10/22/2015 Cross Connection Survey 

10454 608 E 9TH ST N L UNK 5/8" 1/1/1930 C 5/8" 1/1/1930

SF

UNK C UNK 1/1/1930

5/8" LEAD - STREET SIDE.  3/4" COPPER - PROPERTY 

SIDE.   INSULATED 2X4 - 1981, NEW CURB VALVE & 

BOX - 2/3/2014. SERVICE IS 5' DEEP

SL repair/replace record Y 2014 Mech excav Field inspection only Y 2/3/2016 Cross Connection Survey

520 608 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 8/27/2016 Cross Connection Survey 

849 608 N MAPLE AVE N L UNK UNK 1/1/1945 C UNK 1/1/1945
SF

UNK C UNK 1/1/1945
2012-REMOVED LEAD WIPE AT CURB 

VALVE(GAFFNEY PLBG.)
Previous eval Y 2012 Mech excav Field inspection only Y 9/6/2016 Mech excav

764 609 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/20/2016 Cross Connection Survey 

11092 609 S CHERRY AVE N L UNK UNK-LG SF UNK UNK-LG UNK 2009-REMOVED LEAD WIPE @ MAIN. SL repair/replace record Y 2009 Mech excav Field inspection only Y 6/9/2017 Cross Connection Survey

7502 609 S VINE AVE N L UNK UNK 1/1/1945 C UNK 1/1/1945 SF UNK C UNK 1/1/1945 2005-REMOVED LEAD WIPE ON CURB VALVE. SL repair/replace record Y 2005 Mech excav Field inspection only Y 6/1/2017 Cross Connection Survey

8080 610 E 6TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 4/28/2016 Cross Connection Survey 

8110 610 E 9TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 3/1/2016 Cross Connection Survey 

517 610 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1938 UNK-LG UNK 1/1/1938 NONRES UNK UNK UNK <Null> Installation Record N Field Inspection Only Y 8/15/2016 Cross Connection Survey 

10468 610 S ASH AVE N L UNK 5/8" 1/1/1927 C 5/8" 1/1/1927
SF

UNK C UNK 1/1/1927
MEYERS -2003- NEW CURB BOX- WIPES REMOVED 

ON BOTH SIDES OF VALVE
SL repair/replace record Y 2003 Mech excav Field inspection only Y 6/2/2017 Cross Connection Survey

10829 610 S CHERRY AVE Y UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK <Null> Installation record N UNK UNK Previous eval Y 6/14/2017 Cross connection survey

7456 610 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/10/2017 Cross Connection Survey 

619 611 N CHESTNUT AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/14/2016 Cross Connection Survey 

5894 611 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1936 C UNK 1/1/1936 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/3/2016 Cross Connection Survey 

7379 611 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/8/2017 Cross Connection Survey 

10570 611 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/23/2016 Cross Connection Survey 

7505 611 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/3/2017 Cross Connection Survey 

3690 612 N CHESTNUT AVE N L UNK 5/8" 1/1/1936 P 5/8" 1/1/1936
SF

UNK P UNK 1/1/1936
2010-REMOVED LEAD WIPE AND INSTALLED CURB 

VALVE W/ BOX
SL repair/replace record Y 2010 Mech excav Field inspection only Y 8/16/2016 Cross Connection Survey

3080 612 N MAPLE AVE N L UNK UNK 1/1/1936 C UNK 1/1/1936

SF

UNK C UNK 1/1/1936

9/18/2019 - FIXED LEAK & INSTALLED CB FROM CB - 

12" OF 3/4" COPPER ATTACHED TO 5/8" LEAD ON 

UTILITY SIDE

SL repair/replace record Y 2019 Mech excav Field inspection only Y 4/12/2016 Cross Connection Survey

7299 612 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

13067 613 E 9TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

6-7-02- REMOVED BOTH WIPES AND INSTALLED 

CURB BOX. DUPLEX WITH 613A
Installation Record N Field Inspection Only Y 3/18/2016 Cross Connection Survey 

1077 613 E BECKER RD UNK UNK-LG UNK UNK 1/1/1940 C UNK 1/1/1940 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/1/2016 Cross Connection Survey 

6180 613 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1933 C UNK 1/1/1933 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/23/2016 Cross Connection Survey 

7382 613 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/7/2017 Cross Connection Survey 

8780 613 S HIGHLAND AVE UNK C

UNK

1" 5/31/2023 L 1" 5/31/2023 SF UNK L UNK 5/31/2023

5/31/23: Replaced lead w/ 1" copper from wm-cs. 

Conn to existing 3/4" corp with 18" - 3/4" copper. 

Installed 1" cs & box. Conn. to lead after the cs. 

SL repair/replace record Y

5/31/2023

Visual insp during install or 

repair
Previous eval Y 3/12/2015 Cross connection survey

7508 613 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/20/2017 Cross Connection Survey 

6300 614 N CHESTNUT AVE UNK UNK-LG
UNK

UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C 1/2" COPPER LOCKING VALVE.  1/2" COPPER INSIDE
Installation Record N Field Inspection Only Y 9/8/2016 Cross Connection Survey 

10832 614 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/15/2017 Cross Connection Survey 

571 615 N WALNUT AVE N C
Y

1" 1/1/2006 L 1" 1/1/2006 SF UNK L UNK 1/1/2006

DIRECTIOAL BORED LEAD ON PROP.SIDE / COPPER 

INSIDE
SL repair/replace record Y

1/1/2006

Visual insp during install or 

repair
Previous eval Y 9/12/2016 Cross connection survey
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12155 616 S CHERRY AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN.   3/4" copper on property side
Installation Record N Field Inspection Only Y 3/12/2010 Cross Connection Survey 

8068 700 E 6TH ST UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 3/18/2016 Cross Connection Survey 

7593 700 S ASH AVE UNK UNK-LG
UNK

UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C REMOVED GOOSENECK, INSULATED, PAVING 1985
Installation Record N Field Inspection Only Y 6/16/2017 Cross Connection Survey 

8089 700 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1923 C UNK 1/1/1923 SF UNK C C 9/18/97 J.T.   3/4" copper on property side Installation Record N Field Inspection Only Y 5/28/2014 Cross Connection Survey 

10365 700 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/23/2017 Cross Connection Survey 

13135 701 E 9TH ST UNK UNK-LG
UNK

UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C CB/LV UNKNOWN.   3/4" copper on property side
Installation Record N Field Inspection Only Y 3/31/2016 Cross Connection Survey 

880 701 N CENTRAL AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

3/4" COPPER LOCKING VALVE.   3/4" copper on 

property side
Installation Record N Field Inspection Only Y 6/20/2013 Cross Connection Survey 

767 701 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1942 C UNK 1/1/1942 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/19/2016 Cross Connection Survey 

7385 701 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/10/2017 Cross Connection Survey 

7514 701 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/22/2017 Cross Connection Survey 

9519 701 W ADLER RD UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/5/2014 Cross Connection Survey 

889 702 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LOCATION VERIFIED 1/97 Installation Record N Field Inspection Only Y 12/3/2014 Cross Connection Survey 

7293 702 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/17/2017 Cross Connection Survey 

8774 702 S HIGHLAND AVE UNK C

UNK

1" 6/1/2023 G 1" 6/1/2023 SF UNK G UNK 6/1/2023

6/1/23: Replaced lead w/ 1" copper from wm-cs. Put 

in a short piece of 3/4" copper to used existing corp. 

Installed new 1" cs & box. Connected to galvanized 

after the cs. 

SL repair/replace record Y

6/1/2023

Visual insp during install or 

repair
Previous eval Y 1/28/2015 Cross connection survey

10072 702 S VINE AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK 4/9/1998 Installation record N UNK UNK Previous eval Y 9/2/2015 Cross connection survey

10865 703 E 4TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 1/8/2015 Cross connection survey

770 703 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/27/2016 Cross Connection Survey 

12197 703 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/23/2013 Cross Connection Survey 

11711 703 W ADLER RD UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 11/11/2014 Cross Connection Survey 

9981 704 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/13/2016 Cross Connection Survey 

845 704 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1922 P UNK 1/1/1922 SF UNK P P <Null> Installation Record N Field Inspection Only Y 9/30/2016 Cross Connection Survey 

7290 704 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER & LOCKING VALVE Installation Record N Field Inspection Only Y 7/27/2017 Cross Connection Survey 

7450 704 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 7/17/2017 Cross Connection Survey 

773 705 N MAPLE AVE Y UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK IRON Installation record N UNK UNK Previous eval Y 9/27/2016 Cross connection survey

13007 705 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/17/2017 Cross Connection Survey 

8786 705 S HIGHLAND AVE UNK C

UNK

1" 6/1/2023 G 1" 6/1/2023 SF UNK G UNK 6/1/2023

6/1/23: Removed lead from wm-cs w/ 1" copper. 

Used a short piece of 3/4" copper to conn. to 

existing corp. Installed new 1" cs & box, connected 

to existing galvanized at the back of sidewalk.

SL repair/replace record Y

6/1/2023

Visual insp during install or 

repair
Previous eval Y 2/13/2015 Cross connection survey

10445 705 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/18/2017 Cross Connection Survey 

11866 706 E 4TH ST UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

2009-3/4" CURB STOP W/ VALVE INSTALLED(BY MU) 

ROD AND BOX INSTALLED BY REIGEL). CURB VALVE 

IS ON CUSOMER SIDE OF SIDEWALK 

Installation Record N Field Inspection Only Y 5/17/2016 Cross Connection Survey 

5613 706 E DOEGE ST UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/12/2006 Cross Connection Survey 

886 706 N CENTRAL AVE N L UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C UNK 1/1/1926 2009-REIGELS INSTALLED CURB VALVE W/ BOX SL repair/replace record Y 2009 Mech excav Field inspection only Y 12/2/2014 Cross Connection Survey

10326 706 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/2/2016 Cross Connection Survey 

10222 707 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/14/2016 Cross Connection Survey 

10149 707 E 5TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 4/9/2015 Cross Connection Survey 

776 707 N MAPLE AVE N L UNK UNK 1/1/1926 P UNK 1/1/1926
SF

UNK P UNK 1/1/1926
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 7' 

DEEP; 3/4" Copper Inside
Previous eval Y 2020 Mech excav Field inspection only Y 12/18/2017 Mech excav

7389 707 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/18/2017 Cross Connection Survey 

13061 707 S PEACH AVE UNK UNK-LG
UNK

UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C

LOCKING VALVE HAS BEEN REMOVED AND CURB 

BOX WAS INSTALLED ON 6/11/91
Installation Record N Field Inspection Only Y 3/18/2016 Cross Connection Survey 

7517 707 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/1/2017 Cross Connection Survey 

7807 708 E 5TH ST UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C IRON Installation Record N Field Inspection Only Y 5/11/2016 Cross Connection Survey 

4198 708 E DOEGE ST UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C 3/4" Copper locking valve Installation Record N Field Inspection Only Y 1/31/2017 Cross Connection Survey 

4411 708 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/24/2016 Cross Connection Survey 

11031 709 E 6TH ST N C
UNK

3/4" UNK L 3/4" UNK SF UNK L UNK UNK

3/4" copper in R-O-W, Lead on Property side.  

MEYERS
SL repair/replace record Y Previous eval Y 3/21/2016 Cross connection survey

779 709 N MAPLE AVE UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 9/6/2016 Cross Connection Survey 

11407 709 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/19/2017 Cross Connection Survey 

7520 709 S VINE AVE N L UNK UNK 1/1/1936 C UNK 1/1/1936
SF

UNK C UNK 1/1/1936
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 

6'3" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 5/12/2017 Mech excav

7777 710 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/31/2016 Cross Connection Survey 

12403 710 S PEACH AVE N L UNK UNK 1/1/1940 P UNK 1/1/1940

SF

UNK P UNK 1/1/1940
REMOVED WIPE BY BOX COPPER INSIDE, 2020 J&R 

VAC EXCAVATED @ EOP, FOUND LEAD 6'3" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 3/15/2016 Mech excav

11376 710 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/11/2017 Cross Connection Survey 

10069 710 W ADLER RD N C UNK 3/4" 1/1/2001 G 3/4" 1/1/2001 SF UNK G UNK 1/1/2001 MEWD/REPLACED CORP TO CURB BOX SL repair/replace record Y 1/1/2001 Visual insp during install or Previous eval Y 3/18/2016 Cross connection survey

12857 711 E 4TH ST UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C

Customer sent photo of service coming through the 

floor in the basement and service type appeared to 

be copper. 

Installation Record N Field Inspection Only Y 6/1/2016 Cross Connection Survey 

14064 711 N PINE AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 7/27/2016 Cross Connection Survey 

7523 711 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/9/2017 Cross Connection Survey 

7284 712 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/31/2017 Cross Connection Survey 

8804 712 S OAK AVE N C
UNK

1" 1/1/2003 L 1" 1/1/2003 SF UNK L UNK 1/1/2003

2003- EARTH INC. CONNECTED TO 5/8" LEAD ON 

CUSTOMER SIDE
SL repair/replace record Y

1/1/2003

Visual insp during install or 

repair
Previous eval Y 2/2/2015 Cross connection survey

7446 712 S VINE AVE UNK UNK-LG UNK UNK 1/1/1937 C UNK 1/1/1937 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/11/2014 Cross Connection Survey 

7714 713 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 MIX UNK C C <Null> Installation Record N Field Inspection Only Y 5/12/2016 Cross Connection Survey 

10302 713 E 5TH ST UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/22/2016 Cross Connection Survey 

7394 713 S CHERRY AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2001: LOCKING VALVE AND LEAD WIPE REMOVED
Installation Record N Field Inspection Only Y 5/26/2017 Cross Connection Survey 

7773 714 E 4TH ST UNK UNK-LG UNK 1/2" 1/1/1926 C 1/2" 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 6/2/2016 Cross Connection Survey 

11160 716 E 4TH ST UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

LEAD WIPE REMOVED AT MAIN 10-06. CURB VALVE 

IS 2' SOUTH OF CURB, HAS NO BOX, AND IS BROKE 

OPEN.

Installation Record N Field Inspection Only Y 5/27/2016 Cross Connection Survey 

7783 717 E 5TH ST UNK UNK-LG
UNK

UNK 1/1/1925 C UNK 1/1/1925 SF UNK C C

C.B./L.B. UNKNOWN.  REMOVED LEAD WIPE AT 

MAIN 8-97
Installation Record N Field Inspection Only Y 6/7/2016 Cross Connection Survey 

3869 800 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 12/1/2014 Cross Connection Survey 

7281 800 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/28/2017 Cross Connection Survey 

11838 800 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/12/2016 Cross Connection Survey 

12937 800 S VINE AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926 O UNK C UNK 1/1/1926 2009-REMOVED LEAD WIPE @ MAIN SL repair/replace record Y 2009 Mech excav Field inspection only Y 5/22/2017 Cross Connection Survey

9086 800 W 6TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LOWERED & INSULATED 1983 PAVING Installation Record N Field Inspection Only Y 12/9/2014 Cross Connection Survey 

7717 801 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LEAD WIPE REMOVED AT MAIN 10-06 Installation Record N Field Inspection Only Y 6/10/2013 Cross Connection Survey 

8132 801 S ASH AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED GOOSENECK & INSULATED, 1985 PAVING
Installation Record N Field Inspection Only Y 2/19/2016 Cross Connection Survey 

11908 801 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 4/18/2016 Cross Connection Survey 

7530 801 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C IN SIDEWALK Installation Record N Field Inspection Only Y 5/3/2017 Cross Connection Survey 

12723 801 W 4TH ST N L UNK UNK 1/1/1942 C UNK 1/1/1942
SF

UNK C UNK 1/1/1942
6/11/18 - 5/8" LEAD OUR SIDE, INTALLED BOX ON 

EXISTING CURB STOP
SL repair/replace record Y 2018 Mech excav Field inspection only Y 3/16/2016 Cross Connection Survey

6555 802 N CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 MIX UNK C C THIS FEEDS JUST THE FRONT APARTMENT Installation Record N Field Inspection Only Y 9/19/2016 Cross Connection Survey 
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7575 802 S ASH AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED GOOSENECK & INSULATED, 1985 PAVING
Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

8098 802 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/18/2016 Cross Connection Survey 

10421 803 E 4TH ST UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN.  3/4" copper on property side
Installation Record N Field Inspection Only Y 4/21/2016 Cross Connection Survey 

11230 803 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1928 C UNK 1/1/1928 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/4/2016 Cross Connection Survey 

7533 803 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/30/2017 Cross Connection Survey 

7767 804 E 4TH ST N L UNK UNK 1/1/1926 C UNK 1/1/1926

SF

UNK C UNK 1/1/1926

REMOVED LEAD WIPES BOTH SIDES OF VALVE ALSO 

PUT IN NEW CURB VALVE.   9/24/1998 - 1" PRIVATE 

LINE REPLACED

SL repair/replace record Y 1998 Mech excav Field inspection only Y 6/27/2014 Cross Connection Survey

3219 804 E BLODGETT ST N C

UNK

1" 1/1/2018 L 1" 1/1/2018 SF UNK L UNK 1/1/2018

2018 - INSTALLED 1" CORP AND TAPPING SADDLE, 2' 

- 1" COPPER WITH 1"X3/4" COUPLING

SL repair/replace record Y

1/1/2018

Visual insp during install or 

repair
Previous eval Y 12/6/2016 Cross connection survey

10536 804 S ASH AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED GOOSENECK & INSULATED, 1985 PAVING
Installation Record N Field Inspection Only Y 6/6/2017 Cross Connection Survey 

7278 804 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/15/2017 Cross Connection Survey 

8101 804 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/3/2016 Cross Connection Survey 

8888 804 S SPRUCE AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

12" OF BOX CUT OFF BUT CAN  TURN WITH PIPE 

WRENCH
Installation Record N Field Inspection Only Y 4/1/2015 Cross Connection Survey 

7443 804 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/31/2017 Cross Connection Survey 

7397 805 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1930 C UNK 1/1/1930 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 

48894 805 S MAPLE AVE #A UNK UNK-LG UNK UNK 1/1/1925 C UNK 1/1/1925 MIX UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 3/3/2014 Cross Connection Survey 

7933 805 S PALMETTO AVE UNK UNK-LG UNK UNK 1/1/1947 C UNK 1/1/1947 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/30/2016 Cross Connection Survey 

10385 805 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 10/1/2014 Cross Connection Survey 

12440 805 S SPRUCE AVE UNK UNK-LG UNK 1/2" 1/1/1926 C 1/2" 1/1/1926 SF UNK C C 1/2" COPPER INSIDE Installation Record N Field Inspection Only Y 4/27/2018 Cross Connection Survey 

7536 805 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 4/27/2018 Cross Connection Survey 

10432 806 S ASH AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED GOOSENECK, INSULATED, PAVING 1985
Installation Record N Field Inspection Only Y 6/8/2017 Cross Connection Survey 

11466 806 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/2/2017 Cross Connection Survey 

11155 806 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/30/2016 Cross Connection Survey 

7440 806 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/25/2017 Cross Connection Survey 

7720 807 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB/LV UNKNOWN Installation Record N Field Inspection Only Y 5/12/2016 Cross Connection Survey 

10925 807 S CHERRY AVE UNK UNK-LG

UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C

2012- REMOVED LEAD WIPE @ CORP. INSTALLED 

3/4" COPPER FROM CORP TO EAST SIDE OF ROAD.

Installation Record N Field Inspection Only Y 7/23/2014 Cross Connection Survey 

8053 807 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1946 C UNK 1/1/1946 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 4/8/2016 Cross Connection Survey 

7539 807 S VINE AVE UNK UNK-LG UNK 3/4" 1/1/1926 C 3/4" 1/1/1926 SF UNK C C 3/4" COPPER Installation Record N Field Inspection Only Y 5/12/2017 Cross Connection Survey 

12968 807 W 6TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C REMOVED WIPE & INSULATED 1983 PAVING Installation Record N Field Inspection Only Y 2/27/2015 Cross Connection Survey 

7798 808 E 5TH ST N UNK-LG UNK UNK UNK G UNK UNK SF UNK G UNK UNK IRON Installation record N UNK UNK Previous eval Y 2/19/2009 Cross connection survey

9089 808 W 6TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C LOWERED & INSULATED 1983 PAVING Installation Record N Field Inspection Only Y 7/5/2016 Cross Connection Survey 

7795 809 E 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 4/21/2016 Cross Connection Survey 

8008 809 E 6TH ST N L UNK 3/4" 1/1/1947 C 3/4" 1/1/1947
SF

UNK C UNK 1/1/1947
2020 J&R VAC EXCAVATED @ EOP, FOUND LEAD 

5'4" DEEP
Previous eval Y 2020 Mech excav Field inspection only Y 3/7/2016 Mech excav

14061 809 N PINE AVE Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 8/16/2016 Cross connection survey

7400 809 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/19/2017 Cross Connection Survey 

2011 809 S MAPLE AVE N L UNK 5/8" 1/1/1925 C 5/8" 1/1/1925 SF UNK C UNK 1/1/1925 2005-LEAD WIPE REMOVED AT BOX. SL repair/replace record Y 2005 Mech excav Field inspection only Y 5/4/2017 Cross Connection Survey

13237 809 S PEACH AVE UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C <Null> Installation Record N Field Inspection Only Y 2/9/2015 Cross Connection Survey 

10633 809 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/9/2017 Cross Connection Survey 

11852 810 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER INSIDE Installation Record N Field Inspection Only Y 5/3/2016 Cross Connection Survey 

8107 810 S PEACH AVE #A UNK UNK-LG UNK UNK 1/1/1922 C UNK 1/1/1922 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 3/8/2016 Cross Connection Survey 

10323 810 S VINE AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926 SF UNK C UNK 1/1/1926 2009- REMOVED LEAD WIPE @ MAIN. SL repair/replace record Y 2009 Mech excav Field inspection only Y 6/6/2017 Cross Connection Survey

7723 811 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" copper on property side Installation Record N Field Inspection Only Y 10/29/2013 Cross Connection Survey 

12942 811 E 5TH ST UNK UNK-LG UNK UNK 1/1/1936 C UNK 1/1/1936 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/20/2016 Cross Connection Survey 

13816 811 W NORTH ST N C UNK 1" 1/1/2014 L 1" 1/1/2014 SF UNK L UNK 1/1/2014 <Null> SL repair/replace record Y 1/1/2014 Visual insp during install or Previous eval Y 8/20/2016 Cross connection survey

10776 812 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB VERIFIED 3-97 Installation Record N Field Inspection Only Y 5/4/2016 Cross Connection Survey 

3229 812 E BLODGETT ST N C

UNK

1" 1/1/2018 L 1" 1/1/2018 SF UNK L UNK 1/1/2018

2018 - INSTALLED 1" CORP AND TAPPING SADDLE, 2' 

- 1" COPPER WITH 1"X3/4" COUPLING

SL repair/replace record Y

1/1/2018

Visual insp during install or 

repair
Previous eval Y 12/20/2016 Cross connection survey

11858 812 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/15/2017 Cross Connection Survey 

10438 812 W ADLER RD UNK UNK-LG UNK UNK 1/1/1938 C UNK 1/1/1938 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/6/2014 Cross Connection Survey 

12695 813 E 4TH ST Y UNK-LG UNK UNK UNK L UNK UNK SF UNK L UNK UNK <Null> Installation record N UNK UNK Previous eval Y 10/12/2016 Cross connection survey

10482 813 E 5TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/13/2016 Cross Connection Survey 

13050 813 S CHERRY AVE #A UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/17/2017 Cross Connection Survey 

11019 813 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/6/2017 Cross Connection Survey 

7760 814 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER INSIDE Installation Record N Field Inspection Only Y 4/14/2016 Cross Connection Survey 

10525 814 W 6TH ST UNK UNK-LG UNK UNK 1/1/1927 P UNK 1/1/1927 SF UNK P P SERVICE Y CONNECTION IS 3' N OF CURB BOX Installation Record N Field Inspection Only Y 12/16/2014 Cross Connection Survey 

10894 815 E 4TH ST UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 3/4" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 9/3/2014 Cross Connection Survey 

9545 815 W 4TH ST UNK UNK-LG UNK UNK 1/1/1939 C UNK 1/1/1939 SF UNK C C 2002: MEYERS CUT-IN CURB BOX Installation Record N Field Inspection Only Y 10/30/2014 Cross Connection Survey 

12165 815 W 6TH ST UNK UNK-LG UNK UNK 1/1/1932 C UNK 1/1/1932 SF UNK C C <Null> Installation Record N Field Inspection Only Y 12/2/2014 Cross Connection Survey 

10563 816 W 6th St UNK UNK-LG UNK UNK 1/1/1927 UNK-LG UNK 1/1/1927 SF UNK UNK UNK Installation Record N Field Inspection Only Y 7/24/2017 Cross Connection Survey 

3646 817 S CENTRAL AVE UNK C
UNK

1" 1/1/2009 G 1" 1/1/2009 NONRES UNK G UNK 1/1/2009 COUPLER 17'E OF WATERMAIN.  A-1 EXCAVATING
SL repair/replace record Y

1/1/2009

Visual insp during install or 

repair
Previous eval Y 6/27/2013 Cross connection survey

13959 817 WESTERN ST N C UNK 1" 1/1/2008 G 1" 1/1/2008 SF UNK G UNK 1/1/2008 HAAS-INSULATION OVER CORP SL repair/replace record Y 1/1/2008 Visual insp during install or Previous eval Y 7/27/2016 Cross connection survey

3906 837 S CENTRAL AVE UNK C UNK 1" 1/1/2009 G 1" 1/1/2009 NONRES UNK G UNK 1/1/2009 COUPLER 18'E OF MAIN.  A-1 EXCAVATING SL repair/replace record Y 1/1/2009 Visual insp during install or Previous eval Y 12/11/2013 Cross connection survey

6233 851 S CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C ONE METERED Installation Record N Field Inspection Only Y 6/28/2013 Cross Connection Survey 

5773 900 S CEDAR AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/31/2017 Cross Connection Survey 

11001 900 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/15/2017 Cross Connection Survey 

10745 901 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/18/2017 Cross Connection Survey 

12168 901 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/13/2017 Cross Connection Survey 

9448 901 W 4TH ST UNK UNK-LG UNK UNK 1/1/1926 P UNK 1/1/1926 SF UNK P P CB LOCATION VERIFIED 8/5/97 Installation Record N Field Inspection Only Y 12/2/2014 Visual insp at meter

8705 902 S DRAKE AVE N L UNK UNK 1/1/1954 C UNK 1/1/1954
SF

UNK C UNK 1/1/1954
2012-REMOVED LEAD WIPES AT CURB VALVE AND 

AT MAIN
SL repair/replace record Y 2012 Mech excav Field inspection only Y 6/23/2015 Cross Connection Survey

11010 903 S ASH AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/29/2016 Cross Connection Survey 

10601 904 S ASH AVE UNK UNK-LG UNK UNK 1/1/1943 C UNK 1/1/1943 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/20/2017 Cross Connection Survey 

2093 904 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/12/2017 Cross Connection Survey 

12703 905 S CENTRAL AVE N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926

O

UNK C UNK 1/1/1926

NEW CURB VALVE & 3/4 COPPER LINE PUT IN ON 

PROPERTY SIDE 2-15-93 - 5/8" LEAD ON STREET 

SIDE, DID NOT REMOVE ANY LEAD WIPES

SL repair/replace record Y 1993 Mech excav Field inspection only Y 7/18/2023 Visual insp at meter

7403 905 S CHERRY AVE Y UNK-LG
UNK

UNK UNK G UNK UNK SF UNK G UNK UNK

2/21/2022: JN Verified service material in the house 

as galvanized
Installation record N

UNK
UNK Previous eval Y 6/13/2017 Cross connection survey

13022 906 S CENTRAL AVE N L UNK 5/8" 1/1/1937 UNK-LG 5/8" 1/1/1937
SF

UNK UNK-LG UNK 1/1/1937 2020- Verified Lead on Streetside via vac excavate Installation Record Y 2020 Mech excav Field inspection only Y 10/16/2015 Visual insp at meter

4204 906 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 1/2" COPPER LOCKING VALVE Installation Record N Field Inspection Only Y 5/17/2017 Cross Connection Survey 

9092 906 W 6TH ST UNK C

UNK

1" 6/23/2023 L 1" 6/23/2023 SF UNK L UNK 6/23/2023

6/23/23: Removed lead wm-cs and replaced w/ 1" 

corp., 1" copper, 1" cs & box. Connected to 5/8" 

lead at the sidewalk. Used 1"x3/4" cu-cu then 

3/4"x5/8" lead-cu after the cs. 

SL repair/replace record Y

6/23/2023

Visual insp during install or 

repair
Previous eval Y 3/24/2016 Cross connection survey
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3583
907 S MAPLE AVE -UPPER 

UNIT 
N L UNK 5/8" 1/1/1926 C 5/8" 1/1/1926

SF

UNK C UNK 1/1/1926

THIS COULD BE A "Y" SERVICE WITH 213. VERIFY 

WHEN POSSIBLE.  2020 J&R VAC EXCAVATED @ 

EOP, FOUND LEAD 7'6" DEEP

Previous eval Y 2020 Mech excav Field inspection only Y 6/1/2017 Cross connection survey

7542 907 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/24/2017 Cross Connection Survey 

7566 908 S ASH AVE UNK UNK-LG UNK UNK 1/1/1927 C UNK 1/1/1927 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/3/2017 Cross Connection Survey 

12033 908 S CENTRAL AVE N L UNK 5/8" 1/1/1937 C 5/8" 1/1/1937
SF

UNK C UNK 1/1/1937
2006-INSTALLED CURB VALVE W/BOX.  2014- 

VERIFIED 1/2 COPPER INSIDE
SL repair/replace record Y 2006 Mech excav Field inspection only Y 11/4/2015 Cross Connection Survey

7271 908 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/31/2017 Cross Connection Survey 

7434 908 S VINE AVE N L UNK 3/4" 1/1/1926 C 3/4" 1/1/1926
SF

UNK C UNK 1/1/1926
2010-REMOVED LEAD WIPE & INSTALLED CURB 

STOP/BOX
SL repair/replace record Y 2010 Mech excav Field inspection only Y 9/6/2017 Cross Connection Survey

12039 909 S ASH AVE N L UNK 3/4" 1/1/1946 C 3/4" 1/1/1946

SF

UNK C UNK 1/1/1946
2010-INSTALLED CURB BOX & 1" POLY CURB VALVE 

TO HSE. REMOVED LEAD WIPES. REIGEL PLMG.
SL repair/replace record Y 2010 Mech excav Field inspection only Y 2/26/2016 Cross Connection Survey

2020 909 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 

7545 909 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 7/7/2017 Cross Connection Survey 

10807 910 S CENTRAL AVE N L UNK UNK 1/1/1926 C UNK 1/1/1926

O

UNK C UNK 1/1/1926

2004-NEW 3/4" CURB VALVE W/ BOX, REMOVED 

LEAD WIPE @ CURB VALVE.   3/4" copper on 

property side

SL repair/replace record Y 2004 Mech excav Field inspection only Y 8/1/2013 Visual insp at meter

3580 910 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 3/13/2013 Visual insp at meter

12356 911 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C pex on property side (per Brian Dillinger) Installation Record N Field Inspection Only Y 3/6/2014 Visual insp at meter

5881 911 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/5/2017 Cross Connection Survey 

11004 911 S VINE AVE UNK UNK-LG
UNK

UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 9/90-WIPE REMOVE, New service ran in from CB
Installation Record N Field Inspection Only Y 6/16/2017 Cross Connection Survey 

13536 911 W ARNOLD ST N C UNK 1" 1/1/2002 G 1" 1/1/2002 SF UNK G UNK 1/1/2002 NEW 1' CORP & COPPER & CURB VALVE SL repair/replace record Y 1/1/2002 Visual insp during install or Previous eval Y 7/9/2016 Cross connection survey

12872 912 S CENTRAL AVE #A UNK UNK-LG

UNK

2" 1/1/1926 C 2" 1/1/1926 SF UNK C C

2009- REMOVED LEAD WIPES @ MAIN.  2" LINE 3-1" 

TAPS.  SERVICE FOR MIDDLE & NORTH STORE. 

THERE IS TO CURB VALVES ONLY ONE BOX

Installation Record N Field Inspection Only Y 2009 Cross Connection Survey 

7266 912 S CHERRY AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 8/31/2017 Cross Connection Survey 

2087 912 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/8/2017 Cross Connection Survey 

12808 912 S VINE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 5/12/2017 Cross Connection Survey 

8116 913 S ASH AVE N L UNK 5/8" 1/1/1927 C 5/8" 1/1/1927
SF

UNK C UNK 1/1/1927
2012-REMOVED LEAD WIPE @ CURB VALVE, 

INSTALLED 3/4" CURB VALVE & BOX
SL repair/replace record Y 2012 Mech excav Field inspection only Y 6/11/2012 Visual insp at meter

5721 913 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C CB LOCATION VERIFIED 5/5/97 Installation Record N Field Inspection Only Y 6/9/2017 Cross Connection Survey 

13886 914 W NORTH ST N C UNK 1" 1/1/2014 L 1" 1/1/2014 SF UNK L UNK 1/1/2014 <Null> SL repair/replace record Y 1/1/2014 Visual insp during install or Previous eval Y 8/5/2016 Cross connection survey

12847 915 S CENTRAL AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C 2009-REMOVED LEAD WIPE @ MAIN Installation Record N Field Inspection Only Y 10/26/2015 Cross Connection Survey 

6612 916 S MAPLE AVE UNK UNK-LG UNK UNK 1/1/1926 C UNK 1/1/1926 SF UNK C C <Null> Installation Record N Field Inspection Only Y 6/1/2017 Cross Connection Survey 


